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INTRODUCTION 

 

A. PURPOSE 

The purpose of this project is to conduct an engineering study of the Raymore, Missouri 

water distribution system with the objective of developing a plan to meet projected year 

2030 water demands. 

 

B. SCOPE 

This report includes the following tasks: 

• Develop GIS linked water distribution map for computer model development. 

• Describe the existing supply and distribution system. 

• Review available historical population and water use data and any projections 

developed by the City. 

• Evaluate unaccounted-for water and project average day demand to year 2030. 

• Evaluate historical maximum day to average day ratios based on available data and 

project maximum day demand to year 2030. 

• Determine the required water supply capacity through the year 2030.  Compare to the 

existing supply capacity. 

• Develop a computer model of the distribution system including pipes, elevations, 

demand (including large users), pump station, and storage facilities. 

• Perform field tests to develop calibration and verification data.  Use City recorded 

data for elevated tank level. 

• Evaluate existing and required storage volumes for equalization and fire through the 

year 2030. 

• Evaluate the distribution system and determine improvements to meet year 2008, 

2013, and 2030 demands for maximum day, peak hour, minimum hour plus tank 

replenishment, and maximum day plus fire flow. 

• Prepare opinions of probable cost for recommended improvements and an 

implementation schedule. 

• Evaluate maintenance staffing requirements for existing activities and proposed water 

distribution system maintenance activities. 
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• Evaluate and recommend changes in fire hydrant flushing program and tank 

inspections. 

• Develop GASB34 inventory of water system based on available GIS data. 

• Prepare a report summarizing the findings. 

 

***** 
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PART I – EXISTING WATER SYSTEM 

 

A. GENERAL 

This section of the report discusses the existing service area, water supply, and 

distribution system for Raymore, Missouri.  Raymore lies within Cass County and is 

bounded by Kansas City on the north and Belton on the west as shown in Figure I-1.  

Public Water Supply Districts (PWSD) Nos. 3 and 10 have service area within the City 

limits, but very few customers at this time.  PWSD No. 6 has service area adjacent to the 

southeast portion of the City limits. 

 

The system is owned and operated by the City of Raymore.  Raymore’s 2000 census was 

11,146 people; virtually all of the current population lives within the City’s water service 

area.   

 

B. BACKGROUND 

1. Supply 

The City of Raymore purchases all their potable water from Kansas City, 

Missouri (KCMO).  KCMO provides water through an 8-inch diameter pipeline 

to 155th and Kentucky on the northeast side of the City.  A second connection at 

Lucy Webb and J Highway, on the east side of the City, was completed in June 

2004.   

 

The northeast connection takes water from KCMO through a pressure reducing 

valve at the meter, which limits the pressure to a maximum of about 45 psi and 

Raymore’s supply to about 1300 gallons per minute (gpm).  Water flows into a 

0.75 million gallon (MG) ground storage tank, which supplies a booster pump 

station.   

 

A new connection at Lucy Webb and J Highway was completed in June 2004.  

This connection includes a 24-inch diameter pipeline, two meters, and two 

pressure reducing valves.  The pressure reducing valve is set a hydraulic grade 

line of 1240 feet, which limits the flow to about 1400 gpm. 
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Existing Water Distribution System

and Service Area Boundaries
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Copies of the booster pump curves and tank data are included in the Appendix. 

 

2. Distribution 

The location of the Raymore distribution system, associated facilities, and 

boundaries are shown in Figure I-1.  The active system includes the following 

major facilities consisting of a 1,400 gpm high service pump station and 0.75 

MG ground storage tank, a 0.5 MG elevated storage tank, and a 0.2 MG ground 

storage tank with a 400 gpm pump station (two pumps at 200 gpm each) for 

emergencies.  The system also includes a 0.05 MG elevated storage tank, which 

is not used.   

• The ground storage tank (T2) at 155th and Kentucky has a capacity of 0.75 

MG, and an overflow elevation of 1078 feet.  The tank supplies suction flow 

to the booster pumps. 

• The high service pump station is located at 155th and Kentucky in the 

northern part of the City (P1, P2, and P3).  One or two of the three pumps 

typically run to meet demands.  Each of the 50 Hp pumps is designed to 

pump 680 gpm at 220 feet; these pumps were in service when field tests for 

model calibration were completed. Pump 3 is the only pump connected to the 

emergency generator.  Pump impellers and motors were replaced in 

December 2003.  Impeller size increased from 8.25 inches to 8.78 inches and 

motor size increased from 50 to 60 Hp.  Two new pumps provide 1,400 gpm 

at 258 feet into the distribution system on a firm capacity basis. 

• The Harold elevated tank has a capacity of 0.5 MG, an overflow elevation of 

1231 feet, and a ground elevation of 1104 feet.  The tank is located on Harold 

Drive in the northern part of the system (T1). 

• The Washington and Elm ground storage tank and pump station were used 

during emergencies.  Tank capacity is 0.2 MG with an overflow elevation of 

1164 feet, and a ground elevation of 95 feet.  This tank and pump station are 

not currently used and are not included in the model. 

• The Washington and Elm elevated tank has a capacity of 0.05 MG, an 

overflow elevation of 1221 feet and is located in the southern part of the 

system. The tank’s overflow elevation is about 10 feet below the 0.5 MG 
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tank on Harold Drive and is therefore submerged. The Washington and Elm 

tank is not currently used and is not included in the model. 

• Distribution piping ranges in diameter from 2-inch to 12-inch.  All new 

piping is AWWA Class 51 ductile iron pipe.  Most of the older pipe north of 

Lucy Webb and south of 58 Highway is PVC.   

 

3. Pumping Stations 

Pump station data is listed in Table I-1 and includes the name, manufacturer, 

design flow and head, motor horsepower, and control tower for the replacement 

pumps at the high service pump station and the emergency pumps at Washington 

and Elm.  Pump curves are included in the Appendix. 

 

Table I-1 

Pump Summary 

Name Manufacturer 
Design Flow 

(gpm) 

Design Head 

(feet) 
Motor Hp 

Control 

Tower 

Booster (P1, P2, 

P3) 

Layne Vertical 

Turbine 
700 258 60 Harold 

Washington & 

Elm 

Aurora 

Centrifugal  
200 230 20 Elm St. 

 

4. Storage 

Raymore’s system includes one active ground storage tank, one active elevated 

tank, one inactive elevated tank, and one inactive emergency ground storage 

tank.  Data is listed in Table I-2 for the active tanks including capacity, base 

elevation, overflow elevation, and head range.   
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Table I-2 

Active Storage Tank Summary 

Name 
Capacity  

(MG) 

Ground El.  

(feet) 

Overflow El. 

(Feet) 

Head Range 

(feet) 

Harold Drive 

Ground (N6962) 
0.76 1055 1078 22.0 

Elevated 

(N5202) 
0.5 1,104 1,231 30.0 

 

5. Operation 

Operational parameters for the booster pump station are listed in Table I-3. 

Actual operational parameters vary seasonally. 

 

Table I-3 

Booster Pump Station Operational Parameters 

Pump Station Control Tower Start Level (feet) Stop Level (feet) 

High Service 

(155th & Kentucky) 
Harold Two pumps on at 23.0 Two pumps off at 25.0 

 

 

***** 
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PART II – WATER DEMAND 

 

A. GENERAL 

This section of the report discusses the anticipated city limits and water service area; 

historical population, customer, and water use data; projected population, customer, and 

water use; and projected water need for Raymore, Missouri. The water service area, 

developed area, anticipated development and when development is projected to start, is 

detailed in Figure II-1. 

 

B. POPULATION PROJECTION 

Raymore has experienced extensive residential growth in recent years.  This trend is 

anticipated to continue as shown in Figure II-2 and listed in Table II-1.  Based on 

discussion with City staff and review of the concurrent Wastewater Master Plan, a 

projected growth rate of 500 customers per year to the year 2030 plus 150 homes per year 

in the Creekmoor Development from 2005 to 2014 are used for water and wastewater 

planning purposes.  A net of 3 houses per acre and 2.76 people per household, based on 

Census data, are used to estimate development density throughout the study period.  This 

increases the current population from about 13,814 people to about 51,400 people in 

2030.   

 

For the purpose of this Water Master Plan, all growth is anticipated to occur within 

Raymore’s water service area.  Based on this growth projection, the water service area 

will be completely developed by 2030; therefore, this report provides an ultimate water 

system master plan for Raymore.  Realistically, growth will occur within Raymore’s City 

limits but outside the water service area, but the extent of growth in these areas is 

unknown and depends on the developers’ willingness to install large sewer force mains 

and make additional infrastructure improvements.  If development within the existing 

water service area occurs slower than projected, the year 2030 plan will take longer to 

achieve.  Likewise, if development occurs faster than projected, the recommended plan 

may be executed and completed before 2030. 
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Table II-1

Population and Customer Projections
Water Service

Raymore, Missouri

Residential Creekmoor  Total
Year Population Customers Population Customers Commercial Population Customers
1970 587                213                587                213                
1980 3,154             1,143             3,154             1,143             
1990 5,592             2,026             5,592             2,026             
1997 8,625             3,125             146                8,625             3,271             
1998 9,263             3,356             149                9,263             3,505             
1999 10,096           3,658             155                10,096           3,813             
2000 11,146           3,906             156                11,146           4,062             
2001 11,523           4,175             160                11,523           4,335             
2002 13,071           4,574             172                13,071           4,746             
2003 13,814           5,005             181                13,814           5,186             
2005 17,200           6,232             410                150                223                17,610           6,865             
2010 24,801           8,986             2,480             900                345                27,281           11,811           
2014 30,824           11,168           4,140             1,500             442                34,964           15,750           
2015 32,063           11,617           4,140             1,500             458                36,203           16,215           
2020 38,121           13,812           4,140             1,500             534                42,261           18,486           
2025 42,689           15,467           4,140             1,500             592                46,829           20,199           
2030 47,257           17,122           4,140             1,500             650                51,397           21,912           

Notes:
1.  Assumes development occurs within water service boundary of Raymore.

projection.xls 9/17/2004
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 II-2 

C. WATER DEMAND PROJECTION 

 A mix of customer, metered water use, water use by customer class, and purchased water 

data was provided from 1995 through 2003 as listed in Table II-2.  Data review shows the 

information is incomplete and water use by customer class was substantially higher than 

the water purchased by the City due to an Incode programming issue.  Water quantities 

sold by the City and purchased from Kansas City, Missouri adequately correlate given 

that the meters cannot be read simultaneously.   

 

This data is used to develop unit water use projections in gallons per meter day (gpmd). 

The projected gpmd values are applied to the customer projections to determine average 

day demand as listed in Table II-3. Water use from 2000 through 2003 ranged from 196 

to 242 gpmd.  Review of the data shows the year 2003 average day historical gpmd was 

242; during this period, the City had a limited water supply from Kansas City and 

Raymore was under voluntary conservation.  The following growth related issues are 

ongoing and are anticipated to continue, which will cause gpmd usage to increase. 

• Larger, more expensive homes are being built in Raymore.  These typically use more 

water, especially for lawn watering.   

• More lawn sprinkler systems are being installed with the homes.  Sprinkler systems 

make it easier to irrigate and increase the quantity of water used for lawn watering. 

• The KCMO eastern connection will be in service in spring 2004 and should alleviate 

the limited supply issue. 

• The Raymore/KCMO elevated Tank will be in place by summer 2005 and will 

further help alleviate the supply issue. 

• Commercial development will continue in the water service area. 

 

Based on these factors, more water will be available, the number of commercial users 

continues to increase, and the ability of residential users to pay continues to increase.  

These factors combine to increase Raymore unit water use closer to other communities in 

the Kansas City metropolitan area. The following gpcd/gpmd values are used in the 

projections: 

• Year 2005 – 110 gpcd or 304 gpmd. 

• Year 2009 to 2030 – 130 gpcd or 360 gpmd. 



Table II-2

Historical Customer and Water Use Data
City of Raymore, Missouri

Number of Customers Water Sold Water Purchased UAF
Year Month Population Resid Comm Lrg Comm Govt Total Resid Comm Lrg Comm Govt Subtotal Annual Avg Total Annual Avg Total Annual Avg Difference Monthly Annual

1940 207            
1960 268            
1970 587            
1980 3,154         
1990 5,592         
1994 Nov 15,467,637

Dec 16,410,328
1995 Jan 16,410,328

Feb 13,340,248
Mar 17,702,294
Apr 12,883,748
May 17,810,513
June 19,549,350
Jul 15,212,901
Aug 22,472,268
Sep 16,101,632
Oct 18,437,766 560,553
Nov 14,459,994
Dec 15,635,221 555,601

1996 Jan 17,065,682
Feb 17,065,628
Mar 14,797,848
Apr 19,461,778
May 29,876,877
June 18,768,950
Jul 18,299,043
Aug 19,527,054
Sep 15,954,548
Oct 18,535,483 609,578
Nov 15,007,164
Dec 13,024,917 603,847

1997 Jan 643 17 1 1 662            22,673,941
Feb 2,804 128 1 3 2,936         43,526,085 1,013,203 10,390 44,549,678 14,311,602
Mar 2,832 130 1 3 2,966         50,583,258 624,359 12,260 51,219,877 15,630,428
Apr 2,855 132 1 4 2,992         40,357,604 843,140 14,030 41,214,774 19,194,941
May 2,879 133 1 4 3,017         21,355,380 932,510 29,940 22,317,830 19,156,890
June 2,897 134 2 4 3,037         21,552,006 987,346 23,050 22,562,402 22,946,469
Jul 2,909 134 2 4 3,049         26,246,289 2,030,216 42,390 28,318,895 26,486,288
Aug 2,925 134 2 4 3,065         25,440,575 968,884 60,990 26,470,449 20,266,695
Sep 2,958 138 2 4 3,102         41,591,571 1,814,136 23,730 43,429,437 19,400,365
Oct 2,984 139 2 4 3,129         76,025,110 4,716,864 29,520 80,771,494 20,252,864 634,313
Nov 3,119 146 2 4 3,271         57,301,379 2,495,121 995,000 19,060 60,810,560 16,162,631
Dec 3,125 146 2 4 3,277         64,855,409 1,936,960 865,000 11,620 67,668,989 1,482,831 16,913,580 648,324

1998 Jan 3,266 144 1 4 3,415         15,133,352 2,053,030 958,000 10,020 18,154,402 18,027,082
Feb 3,266 144 1 4 3,415         25,108,530 2,105,070 922,000 12,290 28,147,890 16,182,803
Mar 3,270 144 1 4 3,419         42,988,475 1,852,340 811,000 12,280 45,664,095 14,773,360
Apr 3,270 144 1 4 3,419         35,128,906 2,073,060 856,000 23,820 38,081,786 20,942,729
May 3,271 145 1 4 3,421         45,733,319 2,224,880 1,004,000 29,050 48,991,249 24,959,788
June 3,275 145 2 4 3,426         71,271,138 2,270,640 1,137,010 49,080 74,727,868 20,592,740
Jul 3,283 146 2 4 3,435         37,157,250 2,376,140 981,470 43,740 40,558,600 24,510,892
Aug 3,285 146 2 4 3,437         77,565,672 2,093,810 1,182,500 50,110 80,892,092 25,541,737
Sep 3,290 147 2 4 3,443         62,733,242 2,151,980 1,528,510 73,060 66,486,792 30,705,016
Oct 3,317 149 2 4 3,472         27,899,144 2,091,960 1,325,720 76,080 31,392,904 20,149,882 692,951
Nov 3,332 149 2 4 3,487         56,660,322 1,433,210 1,947,270 37,990 60,078,792

projection.xls 1 9/17/2004



Table II-2

Historical Customer and Water Use Data
City of Raymore, Missouri

Number of Customers Water Sold Water Purchased UAF
Year Month Population Resid Comm Lrg Comm Govt Total Resid Comm Lrg Comm Govt Subtotal Annual Avg Total Annual Avg Total Annual Avg Difference Monthly Annual

Dec 3,356 149 2 4 3,511         34,100,004 1,285,093 1,651,690 20,710 37,057,497 1,583,983
1999 Jan 3,545 149 2 4 3,700         57,804,620 1,535,757 2,054,730 23,520 61,418,627

Feb 3,549 151 2 4 3,706         55,399,891 1,392,560 1,888,430 23,560 58,704,441
Mar 3,553 151 2 4 3,710         75,754,375 1,464,330 1,983,470 21,290 79,223,465
Apr 3,559 152 2 4 3,717         35,540,085 1,423,270 1,809,170 35,960 38,808,485
May 3,562 152 2 4 3,720         38,603,965 1,595,787 1,834,510 29,890 42,064,152
June 3,572 153 2 4 3,731         39,283,484 1,479,513 1,805,820 55,040 42,623,857
Jul 3,581 154 2 4 3,741         80,471,399 2,031,860 2,059,880 44,950 84,608,089
Aug 3,590 155 2 4 3,751         54,030,345 101,832,757 1,884,170 51,280 157,798,552
Sep 3,608 155 2 4 3,769         33,843,625 2,026,413 2,152,050 81,120 38,103,208
Oct 3,622 155 2 4 3,783         90,031,190 1,697,780 1,840,420 17,810 93,587,200
Nov 3,638 155 2 4 3,799         58,090,560 1,553,950 1,747,250 15,120 61,406,880 28,974,528    
Dec 3,658 155 2 4 3,819         48,728,050 1,487,870 1,919,450 16,160 52,151,530 2,251,385 25,325,784    

2000 Jan 11,146       3,795 156 2 4 3,957         28,428,601 1,487,940 2,240,940 42,950 32,200,431 21,875,260    
Feb 3,802 156 2 4 3,964         47,093,179 2,166,890 1,410,350 10,800 50,681,219 17,049,912    
Mar 3,804 156 2 4 3,966         16,913,570 1,841,000 1,058,860 13,920 19,827,350 23,696,640    
Apr 3,816 156 2 4 3,978         99,204,280 2,149,020 1,271,980 51,550 102,676,830 26,026,660    
May 3,824 156 2 4 3,986         43,016,460 2,402,550 1,358,600 40,220 46,817,830 31,180,380    
June 3,831 156 2 4 3,993         34,057,734 2,313,810 1,399,260 33,410 37,804,214 25,066,228    
Jul 3,849 157 2 4 4,012         82,003,999 2,612,620 1,257,490 33,750 85,907,859 31,796,732    
Aug 3,853 157 2 4 4,016         61,727,257 2,371,444 1,262,110 33,180 65,393,991 36,663,968    
Sep 3,879 158 2 4 4,043         62,703,750 3,252,516 1,914,210 64,190 67,934,666 31,882,752    
Oct 3,893 158 2 4 4,057         21,475,430 2,831,470 1,346,480 22,450 25,675,830 25,921,940    
Nov 3,905 158 2 4 4,069         68,848,300 2,533,220 1,188,570 32,960 72,603,050 23,210,440    
Dec 3,906 156 2 4 4,068         30,307,564 1,908,892 1,489,180 24,512 33,730,148 1,781,259 27,874,220    895,125

2001 Jan 4,084 157 2 4 4,247         60,918,554 2,926,295 1,024,440 26,139 64,895,428 24,085,600    
Feb 4,087 157 2 4 4,250         59,773,292 2,268,222 1,198,710 17,940 63,258,164 22,926,200    
Mar 4,088 157 2 4 4,251         24,706,374 2,031,660 1,278,460 8,800 28,025,294 25,248,740    
Apr 4,089 157 2 4 4,252         18,881,384 2,431,421 1,505,020 18,220 22,836,045 25,929,420    
May 4,099 158 2 4 4,263         47,696,610 2,216,740 1,117,630 19,320 51,050,300 26,800,840    
June 4,106 159 2 4 4,271         43,602,920 2,675,420 1,923,350 43,270 48,244,960 29,871,380    
Jul 4,111 160 2 4 4,277         126,677,560 2,386,020 1,735,440 25,860 130,824,880 33,199,980    
Aug 4,117 160 2 4 4,283         69,440,905 2,591,730 2,017,780 36,940 74,087,355 36,438,820    
Sep 4,134 160 2 4 4,300         43,478,240 2,446,890 1,780,810 35,220 47,741,160 26,755,960    
Oct 4,148 160 2 4 4,314         31,496,435 2,457,770 1,674,150 21,630 35,649,985 23,749,000    
Nov 4,165 160 2 4 4,331         30,865,355 1,951,050 1,440,560 24,260 34,281,225 22,024,970 20,199,740    (1,825,230)     (9.04)       
Dec 4,175 160 2 4 4,341         22,315,120 1,865,970 1,523,580 24,970 25,729,640 1,740,623 22,376,932 19,836,960    875,118 (2,539,972)     (12.80)     

2002 Jan 4,224 154 2 4 4,384         71,507,962 1,755,560 1,584,420 9,720 74,857,662 23,316,089 20,693,420    (2,622,669)     (12.67)     
Feb 4,227 154 2 4 4,387         72,117,036 2,059,880 1,638,710 12,300 75,827,926 19,760,430 15,655,640    (4,104,790)     (26.22)     
Mar 4,241 154 2 4 4,401         28,989,410 1,723,330 1,351,210 13,000 32,076,950 23,603,730 18,258,680    (5,345,050)     (29.27)     
Apr 4,254 154 2 4 4,414         61,547,650 1,934,250 1,608,840 24,020 65,114,760 22,337,360 21,418,980    (918,380)        (4.29)       
May 4,263 155 2 4 4,424         30,318,730 1,911,830 1,315,640 24,470 33,570,670 22,932,317 20,383,000    (2,549,317)     (12.51)     
June 4,293 162 2 4 4,461         23,514,510 1,909,290 1,472,860 28,930 26,925,590 35,975,628 20,132,420    (15,843,208)   (78.70)     
Jul 4,327 164 2 4 4,497         31,563,188 2,163,090 1,838,940 42,140 35,607,358 38,028,979 44,707,960    6,678,981      14.94      
Aug 4,444 169 2 4 4,619         32,832,579 2,808,980 2,018,080 43,330 37,702,969 61,015,746 34,516,460    (26,499,286)   (76.77)     
Sep 4,490 169 2 4 4,665         28,042,432 3,573,335 1,944,450 39,220 33,599,437 12,175,200 38,033,556    25,858,356    67.99      
Oct 4,507 170 2 5 4,684         45,460,024 2,876,775 1,678,150 72,140 50,087,089 23,246,964 907,762 30,431,632    7,184,668      23.61      
Nov 4,531 170 2 5 4,708         29,392,015 2,287,060 1,410,400 28,100 33,117,575 23,395,794 26,942,960    3,547,166      13.17      
Dec 4,574 172 2 5 4,753         22,281,925 2,352,390 2,105,390 60,390 26,800,095 1,459,134 27,271,935 925,167 30,064,364    892,331 2,792,429      9.29        (3.7)         

2003 Jan 4,620 170 2 5 4,797         23,077,915 1,950,500 1,730,230 54,590 26,813,235 27,748,530 30,580,484    2,831,954      9.26        
Feb 4,657 169 2 5 4,833         40,890,872 12,152,740 1,687,530 19,890 54,751,032 24,887,052 26,123,900    1,236,848      4.73        
Mar 4,705 169 2 5 4,881         22,773,328 2,379,360 1,929,310 24,030 27,106,028 25,860,188 31,451,904    5,591,716      17.78      
Apr 4,743 168 2 5 4,918         23,442,461 2,072,150 1,694,910 28,760 27,238,281 27,619,441 32,104,908    4,485,467      13.97      
May 4,768 171 2 5 4,946         19,656,954 2,137,570 1,360,990 15,290 23,170,804 23,527,834 29,869,136    6,341,302      21.23      
June 4,808 174 2 5 4,989         32,078,438 3,118,890 2,133,180 35,480 37,365,988 38,455,358 37,812,148    (643,210)        (1.70)       

projection.xls 2 9/17/2004



Table II-2

Historical Customer and Water Use Data
City of Raymore, Missouri

Number of Customers Water Sold Water Purchased UAF
Year Month Population Resid Comm Lrg Comm Govt Total Resid Comm Lrg Comm Govt Subtotal Annual Avg Total Annual Avg Total Annual Avg Difference Monthly Annual

Jul 4,840 174 2 5 5,021         38,845,100 2,648,040 2,011,610 25,580 43,530,330 34,109,139 52,903,048    18,793,909    35.53      
Aug 4,879 175 2 5 5,061         96,386,684 4,242,280 2,110,470 58,740 102,798,174 44,553,685 52,449,760    7,896,075      15.05      
Sep 4,916 173 2 5 5,096         36,221,360 4,438,040 2,201,500 47,500 42,908,400 43,959,430 39,501,880    (4,457,550)     (11.28)     
Oct 4,939 173 2 5 5,119         24,255,856 3,292,959 1,409,200 16,400 28,974,415 31,810,965 1,036,665 36,689,400    1,184,705 4,878,435      13.30      
Nov 4,979 171 2 5 5,157         26,950,389 3,205,191 1,934,000 59,100 32,148,680 33,060,810 34,490,280    1,429,470      4.14        
Dec 5,005 181 2 5 5,193         22,549,451 2,017,173 1,673,827 30,650 26,271,101 1,314,101 29,073,831 1,068,517 32,781,100    1,213,217 3,707,269      11.31      11.9        

projection.xls 3 9/17/2004



Table II-3

Water Demand Projections
Water Service

Raymore, Missouri

Total Water Use Projected Demand (MGD)
Year Population Customers (gpmd) Average Day Maximum Day MD/AD Comments
1970 587                213                NA NA
1980 3,154             1,143             NA NA
1990 5,592             2,026             NA NA
1995 NA NA NA 0.56               
1996 NA NA NA 0.60               
1997 8,625             3,271             NA 0.65               
1998 9,263             3,505             NA 0.69               
1999 10,096           3,813             NA NA 2.00               
2000 11,146           4,062             223                0.91               1.81               2.00               
2001 11,523           4,335             204                0.89               2.19               2.47               

2002 13,071           4,746             196                0.93               1.97               2.12               
Limited supply  & 
voluntary conservation

2003 13,814           5,186             242                1.26               3.29               2.62               
Limited supply  & 
voluntary conservation

2005 17,614           6,382             304                1.9                 5.8                 3.0                 
2009 25,436           9,216             360                3.3                 10.0               3.0                 
2010 27,285           9,886             360                3.6                 10.7               3.0                 
2014 34,964           12,668           360                4.6                 13.7               3.0                 
2015 36,203           13,117           360                4.7                 14.2               3.0                 
2020 42,261           15,312           360                5.5                 16.5               3.0                 
2025 46,829           16,967           360                6.1                 18.3               3.0                 
2030 51,397           18,622           360                6.7                 20.1               3.0                 

Notes:
1.  Assumes development occurs within water service boundary of Raymore.
2.  Based on water purchased from KCMO from year 2000 to 2003 and water sold 
     through 1999.
3.  City was on voluntary water restrictions in 2002 and 2003
4.  Additional residential development is anticipated to be larger homes with additional lawn sprinkler systems.  This will increase
     outdoor water use and the maximum day demand.
5.  Water use projection is based on 130 gpcd and 2.76 people per household for years 2010 through 2030.
6.  Water use projection for 2005 is based on 110 gpcd for 2.76 people per household.

projection.xls 9/17/2004
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These values increase the average day demand from 1.9 MGD in 2003 to 3.3 MGD in 

2009 to 4.6 MGD in 2014 to 6.7 MGD in 2030. 

 

Annual average day (AD) and maximum day (MD) water pumpage data from 2000 

through 2003 is also listed in Table II-3.  The ratios range from a low of 2.1 to a high of 

2.62.  The MD to AD ratio of 2.62 occurred in 2003 when water supply was limited.  

Based on these values and the potential water use growth factors discussed above, a MD 

to AD factor of 3.0 is used in the analysis.  This results in a projected maximum day 

demand of 10.0 MGD in 2009, 13.7 MGD in 2014 and 20.1 in 2030 as shown in Figure 

II-3 and listed in Table II-3. 

 

 Since the gpmd values discussed above are based on purchased water, unaccounted-for 

(UAF) water is included in the analysis.  Review of Table II-2 shows UAF was –4 

percent in 2002 and 12 percent in 2003.  A conservative UAF percentage of 12 percent is 

included in the gpmd values used above.  UAF water of less than 10 percent is considered 

excellent, values around 15 percent are acceptable, and values in excess of 20 percent are 

excessive.  Several programs can be completed over time to reduce and maintain low 

values of UAF including meter repair and replacement, universal metering, 

elimination/reduction of theft, and leak detection survey and repairs. 

 

D. DEMAND MANAGEMENT 

Demand management, or water conservation, can be used to reduce or control demand.  

Projections used in this study do not reflect any additional demand management activities 

beyond those currently in place.   

 

Typical recommended demand management activities for systems serving more than 

10,000 people include the following (per EPA Guidelines for Conservation Planning): 

• Universal metering - meter all water users to provide a complete accounting of use. 

• Control water loses – leak detection surveys and associated repairs. 

• Costing – institute an inverted water rate to encourage the wise use of water.  An 

inverted rate is a higher volume charge, usually 200 to 500 percent of the current 

volume charge for water use in excess of 110 to 125 percent of average winter use or 

average system winter use (whichever is higher). 



Figure II-3
Raymore, MO
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• Distribute information and education material on water conservation with water bills, 

at schools, special city functions, etc. 

• Water-use audits – help customers realize how much water they are really using and 

where. 

• Retrofits – provide plumbing retrofits kits to decrease water use from showers, toilet 

flushing, and faucets. 

• Pressure management – lowering system pressure decreases the amount of water 

people can use in comparable time periods and reduces leakage. 

• Xeriscape – plant water efficient trees, shrubs, flowers, and most importantly grass.  

Tall fescue, zoysia, bermuda, and buffalo grasses use much less water and chemicals 

than rye and blue grass varieties.   

 

The greatest seasonal waste of water is usually lawn watering.  Many people water at the 

wrong time of day and too often.  Most grasses only need about 1 inch of water per week 

and need only be watered once or twice a week.  This promotes a deeper root system and 

ultimately a stronger turf.  Turf and lawn watering should be covered in the public 

education component of the City’s demand management program. 

 

Implementation of the first four conservation guidelines detailed above could reduce 

average day and maximum day water demands 10 to 30 percent.  Implementation of the 

remaining conservation guidelines could save an additional 5 to 20 percent.  The impacts 

of additional demand management are not included in the demand analysis.  Additional 

data on residential and commercial water use should be evaluated before selecting 

demand management measures. 

 

***** 



 
 
 
 
 
 
 
 
 
 
 
 
 
 

Part III – Model Development 
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PART III – MODEL DEVELOPMENT 

 

A. GENERAL 

This section of the report discusses the field test program, model development, existing 

fire demands, storage analysis, and the criteria for hydraulic analyses. 

 

B. FIELD TESTING 

Daily continuous water system operating data was collected by automatic and manual 

means with City staff from October 7 through October 10, 2003 (pressure recorders and 

hydrant tests).  This data is used to calibrate and verify the hydraulic model of the 

distribution system.  City staff provided a 7-day chart for the 0.5 MG elevated tank 

levels.   

 

Eleven pressure recorders were installed across the distribution system to record changes 

in pressure over a 24-hour period as listed in Table III-1.  Hazen Williams C-value tests 

were not conducted to determine the pipe roughness factor or internal condition of the 

water mains since the older City main are PVC and the ductile iron pipe is generally new, 

installed within the last 5 years.   

 

An extensive number of fire hydrant tests were conducted to develop model calibration 

and verification data.  Copies of completed field test forms for the hydrant tests are 

included in the Appendix.  Locations for the hydrant tests are as follows:  

• Char-Don and Wesley. 
• Dogwood – Birch and Oak. 
• Toucan – Raven and Egret. 
• Secretariat – Furlong to Canter. 
• Country Lane – Coventry to Sunset. 
• Roanke – south of Cedar Ridge. 
• Trailway – south of Saddlebrook. 
• Red Barn – south of Goose Creek. 
• Poseidon – Saturn to Sun. 
• Adams – north of Lucy Webb. 
• Olive and Maple. 
• Calico – Washington to Crest. 
• Palomino and Appaloosa. 
• Washington and Gore. 
• Madison near Elizabeth. 



Table III-1

RAYMORE, MISSOURI WATER DISTRIBUTION SYSTEM
SUMMARY OF FIELD DATA

Pressure (psi)

Country Maple & Foxwood Elm & Horizon &
Clearwell Suction Discharge Flow Level Pressure Darrowby Meadowlark Lane Lakeshore Royal & Crest Washington Lucy Webb Char-Don

N N N N N N N N N N N N N N N
Date Time (psi) (psi) (psi) (gpm) (feet) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi)

10/7/2003 0:00 29.5
1:00 29.7
2:00 29.5
3:00 30.0
4:00 29.4
5:00 30.5
6:00 30.0
7:00 29.5
8:00 29.0
9:00 30.8
10:00 30.8
11:00 30.8
12:00 9.0 75 1880.0 30.2
13:00 9.0 75 1880.0 29.5
14:00 9.0 75 1880.0 29.0 93 82
15:00 9.0 75 1880.0 29.5 95 81 78 63 70 60
16:00 9.0 90 1650.0 29.5 70 94 80 83 63 77 62 69 61
17:00 8.5 89 1660.0 29.5 70 93 80 82 63 74 61 68 59
18:00 9.0 89 1670.0 30.3 70 93 80 81 63 76 60 68 59
19:00 9.0 88 1680.0 29.8 68 92 80 80 61 75 59 66 58
20:00 9.0 88 1680.0 30.4 68 92 75 80 62 75 60 67 58
21:00 9.0 89 1670.0 30.0 69 93 75 81 62 77 61 67 57
22:00 9.0 89 1670.0 29.8 70 95 75 83 63 78 63 69 59
23:00 9.0 75 1880.0 28.3 70 97 77 83 64 80 61 68 60

10/8/2003 0:00 9.0 75 1880.0 29.0 69 95 75 84 59 79 62 68 61
1:00 9.0 76 1870.0 29.8 70 95 75 83 59 77 63 69 62
2:00 9.0 90 1650.0 30.6 70 98 74 83 64 76 63 70 61
3:00 9.0 76 1870.0 28.7 71 94 74 82 59 77 63 69 61
4:00 9.0 77 1850.0 29.2 71 95 74 81 58 75 63 69 61
5:00 9.0 76 1870.0 29.5 70 94 74 81 58 74 62 69 62
6:00 9.0 89 1670.0 30.6 69 93 74 80 61 75 61 68 60
7:00 9.0 89 1670.0 29.5 68 92 74 76 61 76 57 67 58
8:00 9.0 75 1880.0 28.5 70 94 74 80 57 59 67 59
9:00 9.0 75 1880.0 28.5 69 94 72 81 59 80 59 68 60
10:00 9.0 86 1870.0 28.5 69 94 84 80 59 80 59 68 60
11:00 9.0 76 1870.0 29.8 71 96 79 81 57 77 60 68 61
12:00 9.0 90 1650.0 30.0 70 97 75 83 63 82 58 70 63
13:00 9.0 76 1870.0 30.5 70 96 76 84 63 81 60 69 63
14:00 8.5 90 1630.0 30.6 71 96 77 83 62 80 58 69 64
15:00 9.0 90 1650.0 30.5 71 98 76 84 63 80 58 70 63

0.5 MG TankPump Station

Raymore Field Data.xls 9/17/2004



Table III-1

RAYMORE, MISSOURI WATER DISTRIBUTION SYSTEM
SUMMARY OF FIELD DATA

Pressure (psi)

Country Maple & Foxwood Elm & Horizon &
Clearwell Suction Discharge Flow Level Pressure Darrowby Meadowlark Lane Lakeshore Royal & Crest Washington Lucy Webb Char-Don

N N N N N N N N N N N N N N N
Date Time (psi) (psi) (psi) (gpm) (feet) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi)

0.5 MG TankPump Station

16:00 9.0 90 1650.0 29.4 70 96 77 84 63 81 58 70 63
17:00 9.0 90 1650.0 30.6 69 96 77 84 63 80 57 70 63
18:00 9.0 89 1670.0 30.5 69 95 76 84 63 79 55 68 61
19:00 8.0 89 1670.0 30.4 70 95 76 83 63 78 58 68 61
20:00 8.0 87 1680.0 28.0 64 87 70 75 58 71 51 60 53
21:00 8.0 86 1690.0 25.5 63 86 70 74 57 70 48 60 53
22:00 8.0 88 1670.0 25.5 67 94 70 75 61 78 57 67 53
23:00 9.0 89 1670.0 28.0 69 95 69 83 63 80 59 68 61

10/9/2003 0:00 9.0 76 1870.0 29.0 71 96 69 83 58 79 59 69 63
1:00 8.0 90 1620.0 30.0 70 98 73 84 64 81 59 70 62
2:00 10.0 76 1880.0 28.7 73 96 73 82 58 79 59 68 63
3:00 10.0 76 1880.0 29.6 71 96 72 81 58 77 59 69 63
4:00 10.0 76 1880.0 29.5 70 95 71 80 58 77 61 69 62
5:00 10.0 76 1880.0 29.0 69 93 71 80 57 76 57 69 62
6:00 9.0 75 1880.0 29.5 91 71 78 61 75 58 67 62
7:00 9.0 89 1670.0 30.5 92 71 79 61 76 66 60
8:00 9.0 75 1880.0 29.5 68 95 71 80 57 77 68 61
9:00 9.0 75 1880.0 28.7 70 94 90 80 58 81 60 71 62
10:00 9.0 75 1880.0 28.5 70 94 90 81 57 78 57 69 61
11:00 9.0 75 1880.0 28.5 69 95 90 81 57 79 57 69 61
12:00 9.0 75 1880.0 28.5 69 95 95 80 57 78 57 70 62
13:00 9.0 75 1880.0 28.5 70 96 96 82 57 77 58 70 62
14:00 9.0 75 1880.0 28.5 71 95 96 81 57 77 59 70 62
15:00 9.0 75 1880.0 28.5 70 96 95 81 57 79 59 70 62
16:00 10.0 86 1680.0 29.5 70 98 95 80 62 81 59 70 63
17:00 10.0 89 1680.0 29.5 68 97 96 81 62 80 58 69 63
18:00 9.0 89 1670.0 29.5 70 96 91 80 61 79 57 68
19:00 9.0 75 1880.0 29.0 70 93 97 82 55 76 54 68
20:00 8.0 89 1650.0 30.5 69 95 98 81 62 78 56 68
21:00 9.0 89 1670.0 30.5 70 95 98 81 62 79 57 67
22:00 9.0 89 1670.0 29.5 71 96 98 83 63 80 56 68
23:00 9.0 75 1880.0 29.5 69 96 83 58 80 57 68

10/10/2003 0:00 9.0 90 1650.0 30.0 70 100 84 63 80 59 69
1:00 10.0 76 1880.0 28.5 70 95 83 58 79 58 70
2:00 10.0 76 1880.0 29.0 70 95 82 58 79 57 69
3:00 10.0 90 1670.0 30.0 70 98 82 64 77 57 69
4:00 10.0 76 1880.0 28.5 69 94 80 57 78 57 70
5:00 10.0 76 1880.0 28.5 71 94 80 57 77 57 69
6:00 9.0 75 1880.0 29.0 69 91 80 56 74 53 67
7:00 9.0 89 1670.0 30.2 69 92 78 61 76 55 66

Raymore Field Data.xls 9/17/2004



Table III-1

RAYMORE, MISSOURI WATER DISTRIBUTION SYSTEM
SUMMARY OF FIELD DATA

Pressure (psi)

Country Maple & Foxwood Elm & Horizon &
Clearwell Suction Discharge Flow Level Pressure Darrowby Meadowlark Lane Lakeshore Royal & Crest Washington Lucy Webb Char-Don

N N N N N N N N N N N N N N N
Date Time (psi) (psi) (psi) (gpm) (feet) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi)

0.5 MG TankPump Station

8:00 9.0 89 1670.0 30.0 70 93 80 61 77 56 67
9:00 9.0 89 1670.0 30.5 69 92 79 86 62 83 60 71
10:00 9.0 90 1650.0 30.5 69 93 77 85 62 82 57 71 63
11:00 10.0 90 1670.0 30.5 71 95 75 86 63 82 57 71 64
12:00 9.0 75 1880.0 29.5 72 93 74 85 58 80 57 70 63
13:00 9.0 89 1670.0 30.5 73 94 76 87 63 83 57 71 65
14:00 9.0 75 1880.0 29.5 86 57 82 57 70 63
15:00 9.0 75 1880.0 29.0
16:00
17:00
18:00
19:00
20:00
21:00
22:00
23:00

Raymore Field Data.xls 9/17/2004
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• Madison Creek – west of Madison. 
• Sunset – north of Overlook. 
• Skyline and Municipal Circle. 
• Camelot – west of Seaton. 
• Silvertop – south of Johnston. 
• South Fox Ridge – Johnston to Verona. 
• Christi – Pelham to Huntsman. 
• Deer Path – Old Mill to Trailway. 
• Woodson – Pine to Walnut. 
• Harold – east of Kentucky. 
• Dean – south of 58 Highway. 
 

This data, combined with factory curves for the high service pumps, is required to build 

the model to confirm that the model predicts, within a relative accuracy of about 5 psi, 

actual field conditions.  The more quality data provided, such as field pump curves and 

hydrant tests in addition to the above listed data, the more accurate a model that can be 

developed.   

 

C. MODEL DEVELOPMENT 

 Geographic Information System (GIS) is used to build the model as well as develop data 

in a format that will be useful to the City as they expand their GIS capabilities.  Utilizing 

GIS as the foundation for the water distribution system study not only allows for efficient 

completion of the study but also creates a valuable piece of the city’s GIS data.  As a 

result of the modeling process a cleaned and topologically correct set of GIS files were 

developed that represent the City’s water distribution system.  These files include the 

actual pipes in the distribution system, the valves, the hydrants, the pumps, the reservoirs, 

and the tanks.  Each of these files was created in the ESRI software ArcView and are in 

the shapefile format.  These files are readily usable by the city and also allow the city to 

be able to simply port the information from a shapefile into a geodatabase in ESRI’s 

newest software ArcGIS.  The result is a readily updateable and completely open set of 

files that can be edited and adapted to the City’s changing system and future needs. 

 

H2ONet by MWH Soft is used as the modeling software for this project.  Changes in the 

H2ONet and GIS are seamless; changes in the software are made immediately in the 

model.    
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Model inputs include the following: 

• GIS file of the water pipe, valves, and fire hydrants. 

• Distribution of water users based on physical address.  

• Distribution of year 2003 average day demands across the system is based on the 

City’s electronic customer usage data sorted by address.  This data is based on 

metered use; therefore, 19 percent is added to the metered water use to match the 

total water purchased from KCMO. 

• Distribution of future water demand within the water service area boundary based on 

projections for the nine growth areas in accordance with City staff comments. 

• For future modeling purposes, residential and commercial demands were separated 

because the commercial demand is much less than the residential demand.  As 

previously stated in Part II-C, the total demand from 2010 to 2030 is 360 gpmd, with 

the commercial demand absorbing 30 gpmd and residential absorbing 330 gpmd. 

• Elevation at each junction (denoted by “N” and represents the intersection of two or 

more pipes).  Elevations are based on USGS electronic contour maps available from 

the USGS. 

 

Hazen Williams C-values represent the relative roughness of the pipes.  A C-value of 140 

is used for all PVC pipe.  C-values of 130 are used for new 24-inch ductile iron pipe, 125 

for 16-inch, 120 for 12-inch, 110 for 8-inch, and 100 for 6-inch.  All other C-values are 

developed in the model calibration and verification.   

 

Model calibration data and results for the existing water distribution system are 

respectively listed in Table III-2.  Review of the tables shows a good working model.  

Calibration of the model is based on the existing piping system.  Elevations are adjusted 

to calibrate and verify the model since only 10 foot contours are available.  C-values are 

adjusted to achieve test results within about 5 psi at each node.  Consistently high or low 

pressures found in the system can be attributed to general construction and or partially 

closed valves.  This conclusion is consistent with the status of the system at the time and 

location the pressures were recorded.  A copy of the calibrated input file is included in 

the Appendix.  The existing system is evaluated in the base model to confirm model 

performance to the collected system pressures.   

 



Pressure (psi)
Pump Station 0.5 MG Country Maple & Foxwood Elm & Horizon &

Suction Discharge Discharge Tower Darrowby Meadowlark Lane Lakeshore Royal & Crest Washington Lucy Webb Char-Don
Pressure Pressure Flow T_ N N N N N N N N N GDF Demand

Item Date Time N N (gpm) N (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) Junction Field Modeled Field Modeled Ratio (gpm) Comments
Harold 10/10/2003 11:00 AM
Field 10 76 900 1.0 72 90 85 80 57 78 57 70 58 G-6669 58 56 1.75 1190
Model 9 81 866 68 86 83 82 59 78 56 65 60 F-5403 58 54
HGL

T. Level
Dean Ave. 10/10/2003 1:30 PM

Field 10 76 900 1.0 72 93 80 85 60 83 58 71 64 G-4572 62 67 1.94 1061
Model 9 81 890 68 85 82 81 59 78 55 64 59 F-3660 50 51
HGL

T. Level
Christie Lane 10/10/2003 11:00 AM

Field 9 86 1560 1.0 72 95 75 85 63 86 58 71 64 G-J18 68 72 1.33 1187 *Partially closed valve in the vicinity.
Model 8 90 1616 70 88 85 85 66 81 59 68 63 F-J16 50 61*
HGL

T. Level
S. Fox Ridge 10/10/2003 11:00 AM 9 86 1560 1.0 72 95 80 85 63 86 58 71 64 G-6168 9? 90 1.33 750

Field 8 86 1560 70 88 85 85 66 81 59 68 63 F-6166 92 86
Model
HGL

T. Level
Red Barn 10/8/2003 11:45 AM 9 86 1560 1.0 72 98 78 82 63 80 60 72 63 G-4444 93-97 95 0.96 1222

Field 8 90 1573 70 89 86 86 67 82 60 69 65 F-4441 77 82
Model
HGL

T. Level
Trailway 10/8/2003 11:30 AM

Field 9 86 1560 1.0 72 90 75 79 63 80 60 69 64 G-6127 101 95 1.19 1244
Model 8 90 1576 70 88 86 85 66 82 60 69 64 F-6646 67 72
HGL

T. Level
Deer Path 10/10/2003 11:30 AM

Field 10 75 870 1.5 70 93 75 86 63 82 58 71 64 G-6646 104 94 2.28 1210
Model 9 81 869 66 84 79 79 58 76 53 62 57 F-6126 55 55
HGL

T. Level
Roanoke 10/8/2003 11:15 AM

Field 9 86 1560 1.0 70 90 76 80 64 80 60 70 63 G-5194 101 97 1.19 990
Model 8 90 1576 70 88 86 85 66 82 59 69 64 F-4404 58 71*
HGL

T. Level
Silvertop 10/10/2003 10:45 AM

Field 9 86 1560 1.5 70 93 75 85 63 82 58 71 64 G-4672 84 85
Model 9 90 1572 70 87 84 83 66 80 58 67 62 F-J10 76 73 0.96 430
HGL

T. Level
Skyline 10/10/2003 10:00 AM

Field 9 76 865 1.5 69 92 72 85 62 81 58 71 63 G-6675 55 51 2.48 840 *Partially closed valve in the vicinity.
Model 9 80 870 66 82 78 78 57 74 51 60 55 F-6674 26 41*
HGL

T. Level
Camelot 10/10/2003 10:15 AM

Field 9 75 870 1.5 70 92 74 86 58 80 56 71 62 G-5844 68 64 2.49 710
Model 9 81 870 66 83 78 78 57 74 51 60 55 F-5850 55 53
HGL

T. Level
Madison 10/8/2003 2:30 PM

Field 10 86 1560 1.0 71 97 79 82 63 80 60 70 62 G-5358 106-112 110 0.96 610
Model 8 91 1611 71 89 86 86 67 82 60 69 64 F-5360 81 74

Table III - 2

RAYMORE, MO WATER DISTRIBUTION SYSTEM
SUMMARY OF CALIBRATION/VERIFICATION

Static Flowing

*5 psi deducted from model result to 
account for the actual distance between 
the flowing junction and the gauged 
junction. Assume closed valve in vicinity.

*Changed roughness (HWC) in 
subdivision - from 110 to 130.  And added 
pipe P15 to connect neighboring 
subdivision.

Raymore Field Data.xls 9/17/2004



Pressure (psi)
Pump Station 0.5 MG Country Maple & Foxwood Elm & Horizon &

Suction Discharge Discharge Tower Darrowby Meadowlark Lane Lakeshore Royal & Crest Washington Lucy Webb Char-Don
Pressure Pressure Flow T_ N N N N N N N N N GDF Demand

Item Date Time N N (gpm) N (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) Junction Field Modeled Field Modeled Ratio (gpm) Comments

Table III - 2

RAYMORE, MO WATER DISTRIBUTION SYSTEM
SUMMARY OF CALIBRATION/VERIFICATION

Static Flowing

HGL
T. Level

Madison Creek 10/8/2003 3:00 PM
Field 9 75 870 1.0 71 95 76 82 63 80 58 70 63 G-5620 85 79 2.0 1034 Added new pipe, P17 (connectivity)
Model 9 82 889 68 85 82 81 59 78 55 64 59 F-6904 60 58
HGL

T. Level
Sunset 10/10/2003 9:45 AM

Field 10 86 1560 1.5 69 93 72 85 62 81 57 69 61 G-6814 70 71 1.12 890 *Partially closed valve in the vicinity.
Model 8 91 1616 70 88 86 85 67 82 60 69 64 F-6924 46 63*
HGL

T. Level
Country Lane 10/8/2003 11:00 AM 10 86 1560 1.0 72 95 75 80 63 78 60 70 61 G-5444 88 87 1.52 970

Field 8 90 1620 70 88 85 84 66 81 59 68 63 F-5724 70 71
Model
HGL

T. Level
Palomino 10/8/2003 2:15 PM 9 75 870 1.0 72 95 70 83 63 80 59 70 64 G-5332 57 55 1.44 380

Field 9 81 893 70 88 85 84 66 81 59 68 63 F-5331 9 49*
Model
HGL

T. Level
Woodson 10/10/2003 1:00 PM

Field 72 94 76 1.0 72 94 76 87 63 82 58 71 64 G-5307 58 57 1.19 670
Model 8 91 1606 71 89 87 86 68 83 61 70 65 F-5304 40 47
HGL

T. Level
Calico 10/8/2003 2:00 PM 8 86 1560 1.0 70 96 76 84 63 80 58 70 64 G-5349 61 59 1.52 1034
Field 8 90 1620 70 88 85 84 66 81 59 68 63 F-3889 46 43
Model
HGL

T. Level
Secretariat 10/8/2003 10:50 AM 9 86 1560 1.0 71 95 75 83 63 78 60 68 63 G-5485 89 84 2.27 1267

Field 8 89 1650 67 84 80 80 58 75 53 62 57 F-5483 69 62
Model
HGL

T. Level
Adams 10/8/2003 1:20 PM

Field 9 75 870 1.0 72 95 75 83 57 78 58 68 63 G-6689 62 72 2.05 430
Model 9 82 889 67 85 81 81 59 77 55 64 59 F-5182 16 67
HGL

T. Level
Toucan 10/8/2003 10:30 AM 8 86 1560 1.5 71 95 75 80 62 80 60 70 62 G-5284 61 60 1.24 870

Field NR* NR NR 70 NR 88 85 66 81 59 68 64 F-5176 33 35
Model
HGL

T. Level
Olive 10/8/2003 1:45 AM 10 86 1560 1.5 73 96 77 82 63 80 60 70 63 G-J14 61 63 1.12 750
Field 8 91 1616 70 88 86 85 67 82 60 69 64 F-5278 47 51
Model
HGL

T. Level
Gore 10/8/2003 2:30 PM 10 86 1560 0.5 71 97 79 82 63 80 60 70 62 G-3977 72 83 1.33 530
Field 8 91 1613 70 88 85 85 66 81 59 68 63 F-3974 28 32
Model
HGL

T. Level
Poseidon 10/8/2003 1:15 PM 9 75 870 1.0 70 95 77 82 63 80 58 70 63 G-3282 78 77 2.27 970 Changed roughness (HWC).

Changed roughness (HWC) to 120 and 
inserted new junction (J14) for elevation 
purposes.

*Partially closed valve in the vicinity or 
construction activity.

Roughness coefficients were changed.  
Some pipe diameters were changed to 6" 
and 12" based off field map -database 
was incorrect.

Changed roughness (HWC) from 110 to 
130.  Construction activity.

Changed roughness (HWC) from 140 to 
120. *NR = not recorded

Raymore Field Data.xls 9/17/2004



Pressure (psi)
Pump Station 0.5 MG Country Maple & Foxwood Elm & Horizon &

Suction Discharge Discharge Tower Darrowby Meadowlark Lane Lakeshore Royal & Crest Washington Lucy Webb Char-Don
Pressure Pressure Flow T_ N N N N N N N N N GDF Demand

Item Date Time N N (gpm) N (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) (psi) Junction Field Modeled Field Modeled Ratio (gpm) Comments

Table III - 2

RAYMORE, MO WATER DISTRIBUTION SYSTEM
SUMMARY OF CALIBRATION/VERIFICATION

Static Flowing

Field 9 81 890 70 88 85 85 61 81 59 68 64 F-3217 42 37
Model
HGL

T. Level
Dogwood 10/8/2003 10:15 AM 8 86 1560 1.5 70 94 75 80 62 80 59 69 60 G-5610 95 88 1.24 950*

Field 8 90 1618 70 88 85 85 66 81 59 68 64 F-5257 58 68**
Model
HGL

T. Level
Chardon 10/8/2003 9:45 AM 8 75 870 1.5 71 95 70 83 62 78 57 68 60 G-J30 76 (low 70) 71 1.12 790

Field 9 81 895 70 88 86 85 67 81 60 69 64 F-2490 28 36
Model
HGL

T. Level

*Did not open FH completely. **Assume 
partially closed valve in the vicinity.

Added junction (J12) as a new gauged 
location for elevation purposes and 
roughness (HWC) were changed in 
subdivision.

Raymore Field Data.xls 9/17/2004
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D. FIRE DEMAND 

The Insurance Services Office (ISO) defines fire demand and duration for City’s.  

Insurance companies use these studies to set insurance rates for City residents.  How the 

water distribution system complies with their goals is a major component of the ISO 

report; however, Raymore’s ISO report is over 10 years old and the City has experienced 

extensive growth.  Therefore, discussions were conducted with the South Metro Fire 

Protection District (SMFPD) to collect specific fire demand and duration data for specific 

locations and general categories as listed in Table III-3.  The maximum ISO fire demand 

is 3,500 gpm for 3 hours while typical residential fire demand is 1,500 gpm for 2 hours; 

however, SMFPD prefers 2,000 gpm for 2 hours for areas with homes over 3000 square 

feet in size and areas where the homes are close together.   

 

Table III-3 

Fire Demand Summary 

Location Demand (gpm) Duration (hours) 

Raymore Health Care 4,250 4 

Fox Wood Apartments 8,000 4 

Fox Wood Comm. Building 4,250 4 

Fox Wood RCC 4,250 4 

Walmart 6,000 to 8,000 4 

Schools 3,250 3 

Raymore Elementary 3,750 3 

Strip Mall 3,250 3 

 

E. STORAGE ANALYSIS 

Total storage required in the water distribution system is the summation of equalization 

and fire storage as listed in Table III-4.  Equalization refers to water stored in tanks for 

use during peak periods or other periods where demand exceeds supply.  Emergency 

storage refers to water for fires and system failures.  Emergency storage of 630,000 

gallons is required based on the maximum ISO fire demand of 3,500 gpm for 3 hours. 

 



Table III-4

RAYMORE, MISSOURI - WATER DISTRIBUTION SYSTEM
STORAGE ANALYSIS

Max Day Equalization Equalization Fire Required Existing Surplus/
Demand Storage Storage Storage Storage Storage Deficit

Year (MGD) Factor (%) (MG) (MG) (MG) (MG) (MG)

2003 3.3 25 0.83 0.63 1.46 1.25 -0.2
2005 5.8 25 1.45 0.63 2.08 3.25 1.2
2009 10.0 25 2.50 0.63 3.13 3.25 0.1
2010 10.7 25 2.68 0.63 3.31 3.25 -0.1
2014 13.7 25 3.43 0.63 4.06 3.25 -0.8
2015 14.2 25 3.55 0.63 4.18 3.25 -0.9
2020 16.5 25 4.13 0.63 4.76 3.25 -1.5
2025 18.3 25 4.58 0.63 5.21 3.25 -2.0
2030 20.1 25 5.03 0.63 5.66 3.25 -2.4

Note:
1.  A surplus is shown as a positive number and a deficit is shown as a negative number.

Raymore Field Data.xls 9/17/2004
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Equalization storage requirements are based on the maximum day demand.  Calculations 

for equalization storage require the development of a diurnal curve, which requires 

continual source flow and tank level data over one or multiple 24-hour periods.  Based on 

the diurnal operations data provided by City staff, equalization storage ranged from 15 to 

19 percent of the daily demand.  Since that information was provided for October, a more 

conservative value of 25 percent will be used to represent high water use conditions. 

 

Raymore was under water restrictions in 2002 and 2003 due to supply issues.  The new 

KCMO connection at J Highway and Lucy Webb should negate the need for restrictions, 

provided the contracted volumes of water can be supplied by KCMO during dry perioeds.  

Evaluation of data from the new SCADA system should allow the City to reevaluate their 

equalization storage need based on year 2004 maximum day demands. 

 

With the completion of the improvements at the booster pump station, new pumps and 

generator, Raymore’s available storage is 1.25 MG.  The addition of the generator allows 

the City to include the 0.75 MG ground storage tank capacity and the two pumps at 155th 

and Kentucky booster pump station.  The proposed elevated storage tank at Hubach Hill 

is recommended to be 2.5 MG in capacity, 2.0 MG for Raymore and 0.5 MG for KCMO.  

This increases storage capacity to 3.25 MG after the proposed elevated tank is 

constructed (2005). 

 

Review of Table III-4 shows the City has a slight storage deficit in 2004.  The completion 

of the proposed tank will provide a short-term storage surplus.  This surplus will be short-

lived and the system will have a storage deficit of 0.1 MG by 2010 and a deficit of 2.4 

MG by 2030. 

 

F. HYDRAULIC ANALYSIS CRITERIA 

Hydraulic analyses include the use of the computer model of the distribution system and 

engineering judgement to evaluate improvements and meet specific criteria for year 2030 

demand conditions.  The following demand conditions are evaluated for the base, year 

2009, year 2014, and year 2030 model: 

• Maximum day. 

• Peak hour of the maximum day. 
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• Minimum hour plus tank replenishment. 

• Maximum day plus fire flow. 

 

Maximum day model runs show whether the water supply is of sufficient capacity and 

can be distributed throughout the system to maintain adequate pressures.  Maximum day 

demand is 3.0 times the average day demand based on review of historical data.  Peak 

hour runs test the adequacy of the storage facilities and the distribution system to supply 

temporary high rates of flow.  Minimum hour runs show the ability of the system to 

replenish tank storage overnight.  Maximum day plus fire flow runs test the ability of the 

system to protect property while maintaining adequate system pressures. 

 

Diurnal curves are developed for October 7, 8 and 9, 2003 as listed in Table III-5, and 

shown in Figures III-1 through III-3. Review of the diurnal data shows the system 

experienced a peak hour demand factor of about 2.1 times the maximum day and a 

minimum hour factor of 0.1 times the maximum day.    

 

As Raymore’s residential and commercial development continues to grow, peak hour 

factors could increase.  Review of the tank level data for August 2003 shows Raymore 

did not experience the large morning irrigation peak seen in many residential 

communities; this may have been the result of the voluntary water restrictions.  A large 

peak was also experienced between 6:00 p.m. and 10:00 p.m.  As Raymore adds larger 

homes, the peak hour factor may increase and switch towards the morning.  Based on the 

possible impact of continued residential and commercial development and an increase in 

irrigation demand, a peak hour to maximum day factor of 2.5 and a minimum hour to 

maximum day factor of 0.3 are used in the analyses. 

 

***** 



Table III-5

RAYMORE, MISSOURI -- WATER DISTRIBUTION SYSTEM
DIURNAL DATA

Entire System
Pump Station 0.5 MG Tank Tot Demand Equalization Storage Equalization

Rate Volume Elevation Volume Rate Fill Draft Factor Diurnal
Date Time (gpm) (gallons) (feet) (gallons) (gph) (gallons) (gallons) (%) (%)

10/7/2003 12:00 1880             73,320 30.2 100          
13:00 1880             67,680 29.5 11,690         79,370         (12,551)        119          
14:00 1880             56,400 28.5 16,700         73,100         (6,281)          109          
15:00 1880             75,200 29.5 (16,700)        58,500         8,319           88            
16:00 1650             66,000 29.5 -               66,000         819              99            
17:00 1660             99,600 29.5 -               99,600         (32,781)        149          
18:00 1670             83,500 30.3 (13,360)        70,140         (3,321)          105          
19:00 1680           100,800 29.8 8,350           109,150       (42,331)        163          
20:00 1680             75,600 30.4 (10,020)        65,580         1,239           98            
21:00 1670             95,190 30.0 6,680           101,870       (35,051)        152          
22:00 1670             90,180 29.8 3,340           93,520         (26,701)        140          
23:00 1880             43,240 28.3 25,050         68,290         (1,471)          102          

10/8/2003 0:00 1880             56,400 29.0 (11,690)        44,710         22,109         67            
1:00 1870 18,700         29.8 (13,360)        5,340           61,479         8              
2:00 1650 16,500         30.6 (13,360)        3,140           63,679         5              
3:00 1870 33,660         28.7 31,730         65,390         1,429           98            
4:00 1850 42,550         29.2 (8,350)          34,200         32,619         51            
5:00 1870 84,150         29.5 (5,010)          79,140         (12,321)        118          
6:00 1670 83,500         30.6 (18,370)        65,130         1,689           97            
7:00 1670 96,860         29.5 18,370         115,230       (48,411)        172          
8:00 1880 65,800         28.5 16,700         82,500         (15,681)        123          
9:00 1880 60,160         28.5 -               60,160         6,659           90            

10:00 1870 74,800         28.5 -               74,800         (7,981)          112          
11:00 1870 84,150         29.8 (21,710)        62,440         4,379           93            
12:00 1650 29,700         30.0 (3,340)          26,360         40,459         15                  39            
13:00 1870 56,100         30.5 (8,350)          47,750         13,254         78            
14:00 1630 52,160         30.6 (1,670)          50,490         10,514         83            
15:00 1650 57,750         30.5 1,670           59,420         1,584           97            
16:00 1650 54,450         29.4 18,370         72,820         (11,816)        119          
17:00 1650 61,050         30.6 (20,040)        41,010         19,994         67            
18:00 1670 66,800         30.5 1,670           68,470         (7,466)          112          
19:00 1670 75,150         30.4 1,670           76,820         (15,816)        126          
20:00 1680 100,800       28.0 40,080         140,880       (79,876)        231          
21:00 1690 101,400       25.5 41,750         143,150       (82,146)        235          
22:00 1670 100,200       25.5 -               100,200       (39,196)        164          
23:00 1670 100,200       28.0 (41,750)        58,450         2,554           96            

10/9/2003 0:00 1870 59,840         29.0 (16,700)        43,140         17,864         71            
1:00 1620 24,300         30.0 (16,700)        7,600           53,404         12            
2:00 1880 -               28.7 21,710         21,710         39,294         36            
3:00 1880 37,600         29.6 (15,030)        22,570         38,434         37            
4:00 1880 -               29.5 1,670           1,670           59,334         3              
5:00 1880 43,240         29.0 8,350           51,590         9,414           85            
6:00 1880 65,800         29.5 (8,350)          57,450         3,554           94            
7:00 1670 100,200       30.5 (16,700)        83,500         (22,496)        137          
8:00 1880 65,800         29.5 16,700         82,500         (21,496)        135          
9:00 1880 47,000         28.7 13,360         60,360         644              99            

10:00 1880 56,400         28.5 3,340           59,740         1,264           98            
11:00 1880 56,400         28.5 -               56,400         4,604           92            
12:00 1880 56,400         28.5 -               56,400         4,604           19                  92            
13:00 1880 56,400         28.5 -               56,400         (1,790)          103          
14:00 1880 50,760         28.5 -               50,760         3,850           93            
15:00 1880 62,040         28.5 -               62,040         (7,430)          114          
16:00 1680 55,440         29.5 (16,700)        38,740         15,870         71            
17:00 1680 52,080         29.5 -               52,080         2,530           95            
18:00 1670 75,150         29.5 -               75,150         (20,540)        138          
19:00 1880 103,400       29.0 8,350           111,750       (57,140)        205          
20:00 1650 82,500         30.5 (25,050)        57,450         (2,840)          105          
21:00 1670 66,800         30.5 -               66,800         (12,190)        122          
22:00 1670 66,800         29.5 16,700         83,500         (28,890)        153          
23:00 1880 56,400         29.5 -               56,400         (1,790)          103          

10/10/2003 0:00 1650 13,200         30.0 (8,350)          4,850           49,760         9              
1:00 1880 28,200         28.5 25,050         53,250         1,360           98            
2:00 1880 37,600         29.0 (8,350)          29,250         25,360         54            
3:00 1670 16,700         30.0 (16,700)        -               54,610         -           
4:00 1880 15,040         28.5 25,050         40,090         14,520         73            
5:00 1880 43,240         28.5 -               43,240         11,370         79            
6:00 1880 65,800         29.0 (8,350)          57,450         (2,840)          105          
7:00 1670 86,840         30.2 (20,040)        66,800         (12,190)        122          
8:00 1670 75,150         30.0 3,340           78,490         (23,880)        144          
9:00 1670 58,450         30.5 (8,350)          50,100         4,510           92            

10:00 1650 49,500         30.5 -               49,500         5,110           91            
11:00 1670 53,440         30.5 -               53,440         1,170           98            
12:00 1880 56,400         29.5 16,700         73,100         (18,490)        14                  134          

Raymore Field Data.xls 9/17/2004



Figure III-1
Raymore, Missouri

Diurnal Curve
October 7 & 8, 2003
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Figure III-2
Raymore, Missouri

Diurnal Curve
October 8 & 9, 2003
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Peak caused by an open fire hydrant from 7:00 to 10:00 p.m.



Figure III-3
Raymore, Missouri

Diurnal Curve
October 9 & 10, 2003
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PART IV – HYDRAULIC ANALYSES AND SYSTEM IMPROVEMENTS 

 

A. GENERAL 

This section of the report describes the results of the hydraulic analyses for the Raymore 

water distribution system.  Analyses of water facilities are conducted to determine their 

capabilities to meet projected demand as well as their deficiencies with respect to supply, 

piping, storage, pumping, pressure, and fire flow.  The following guidelines are used to 

determine deficiencies: 

• Distribution system pressure should be greater than 40 psi and less than 100 psi 

during all conditions. 

• Distribution system pressure should be greater than 20 psi during a fire flow analysis. 

• Pump stations should have firm capacity capable of pumping the average demand on 

the maximum day at adequate pressure with the largest pump out of service. 

• Storage should be replenished completely over a 24-hour period and active storage 

replenished over an 8-hour period at night. 

• Transmission pipeline velocities should be less than 5 feet per second and head loss 

less than 6 feet per 1,000 feet.  Additional deficiencies such as insufficient fire flow 

or low pressure or additional growth are typically required in addition to this 

guideline to justify pipe replacement. 

• Evaluate of total head loss compared to the length of pipe. 

 

System improvements for years 2009, 2014 and 2030 are coordinated with known and 

anticipated development activities and the need to enhance system pressures and fire 

protection. These improvements are evaluated with the computer model and proposed 

improvements are recommended.    

 

Raymore’s water distribution system has approximately 90 miles of pipe.  The City has 

4-, 6-, 8-, 10- and 12-inch diameter PVC, DI, and CIP mains.   Future supply and 

transmission improvements should alleviate City’s low pressure and low fire flow issues 

in original Raymore and other areas with higher ground and small diameter pipe. 
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B. HYDRAULIC MODEL ANALYSIS 

Four model scenarios including Calibration, Year 2009, Year 2014, and Year 2030, are 

evaluated for the following steady-state demand conditions to determine existing system 

capabilities, need, and location for additional supply, piping, storage, and pump stations:  

• Maximum day. 

• Peak hour of the maximum day. 

• Minimum hour plus tank replenishment. 

• Maximum day plus fire flow. 

 

Distribution system improvement projects are verified with the computer simulations of 

the water system hydraulics and evaluation of the resulting flows, hydraulic grade lines, 

and pressures.  Various combinations of improvements are analyzed to determine a 

means of meeting projected system growth and operating goals.  

 

1. Calibration Model 

The Calibration model, or existing system, was developed from hydrant testing 

and pressure recordings to accurately reflect distribution system hydraulics.  

Roughness coefficients, or C values, were also used to calibrate distribution 

system hydraulics based on the type and age of pipe in areas found with pressures 

beyond ±5 psi.  The main function of the Calibration model was to review pipe 

network connectivity, identify any orphan nodes or pipes imported from the GIS 

interface, and produce a “green light” simulation. 

 

The Calibration model consists of the following: 

• 4-inch – 9 miles 

• 6-inch – 43 miles 

• 8-inch – 24 miles 

• 10-inch – 120 feet (booster station discharge line) 

• 12-inch – 13 miles 

• 0.75 MG ground storage tank and booster pump station at 155th and 

Kentucky 

• 0.5 MG elevated storage tank on Harold Drive 
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Additional water lines are in the planning, design, or installation process in 2004, 

primarily for new developments.  City staff is in the process of planning or 

installing new waterlines at the following locations to enhance pressures and fire 

flows:  

• 12-inch on Madison from Elizabeth Drive south about 0.5 miles. 

• 12-inch main from 12-inch on Madison east on Royal to 4-inch dead end 

loop. 

• Increased the size of the pump impellers and motors on the three pumps at 

the booster station.   

 

2. Year 2009 Model 

Proposed improvements in the Year 2009 model allow the City to provide a 

projected maximum day demand of 10.0 MGD (6944 gpm) while improving 

pressures in low pressure areas, and increasing available fire flows in portions of 

the system near major improvements.  Significant Year 2009 model 

improvements include the following:  

• 2.0 MG elevated storage tank just south of the Hubach Hill subdivision (the 

tank is actually 2.5 MG but Raymore will have 2.0 MG of capacity). 

• 2.5 MG tank and associated main on the west side. 

• 24-inch main on Kentucky between tank and 58 Highway. 

• 16-, 12-, 8-, and 6-inch new service lines to Creekmoor, R5E, R5G, C5C, 

C5B, and C5A totaling 22 miles. 

• 24-inch main on 163rd. 

• 16-inch main on 58 Highway from J Highway west to Woodson. 

• Two meter stations. 

• Replacement of small mains in original Raymore. 

• 8- and 6-inch replacement and new service lines in the existing system 

totaling 4 miles.  

 

The Year 2009 model has 58 nodes with available fire flows less than 1,000 gpm, 

69 nodes with available fire flow between 1,000 and 1,500 gpm, and 102 nodes 

with fire flows between 1,500 and 2,000 gpm.  This compares well to the 

Calibrated system which has 87 nodes with available fire flows less than 1,000 
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gpm, 109 nodes with available fire flow between 1,000 and 1,500 gpm, and 132 

nodes with fire flows between 1,500 and 2,000 gpm.  The low fire flows 

primarily occur on small diameter and dead-end mains. 

 

The following Year 2009 additional water mains improved fire flow to the three 

areas of interest as follows: 

• 770 feet of 12-inch pipe increased available fire flow from 1,620 gpm to 

7,300 gpm for Raymore Health Care. 

• 450 feet of 12-inch pipe increased available fire flow from 2,380 gpm to 

8,100 gpm for Walmart. 

• 760 feet of 8-inch pipe increased available fire flow from 2,140 gpm to 3,600 

gpm for Stonegate Elementary School. 

 

3. Year 2014 Model 

Proposed improvements in the Year 2014 model allow the City to provide a 

projected maximum day demand of 13.7 MGD (9,514 gpm) while improving 

pressures in low pressure areas, and increasing available fire flows in portions of 

the system near major improvements.  Significant Year 2014 model 

improvements include the following: 

• 24-inch on J Highway from 155th to 163rd. 

• 16-inch along 155th. 

• 16-inch and 24-inch mains on Kentucky between 155th and the 2.5 MG west 

tank. 

• 24-inch and 16-inch main on Kentucky between 58 Highway and Lucy 

Webb. 

• One meter station. 

 

The Year 2014 model has 53 nodes with available fire flows less than 1,000 gpm, 

50 nodes with available fire flow between 1,000 and 1,500 gpm, and 83 nodes 

with fire flows between 1,500 and 2,000 gpm.  This compares well to the 

Calibrated system which has 87 nodes with available fire flows less than 1,000 

gpm, 109 nodes with available fire flow between 1,000 and 1,500 gpm, and 132 

nodes with fire flows between 1,500 and 2,000 gpm.  It also improves the 
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available fire flow from the Year 2009 system.  The low fire flows primarily 

occur on small diameter and dead-end mains. 

 

4. Year 2030 Model 

Proposed improvements in the Year 2030 model allow the City to provide a 

projected maximum day demand of 20.1 MGD (13,950 gpm) while improving 

pressures and available fire flows throughout the system.  Significant Year 2030 

model improvements include the following:  

• 24-inch main on J Highway from 163rd to Lucy Webb. 

• One meter station. 

 

The Year 2030 model has 45 nodes with available fire flows less than 1,000 gpm, 

38 nodes with available fire flow between 1,000 and 1,500 gpm, and 77 nodes 

with fire flows between 1,500 and 2,000 gpm.  This compares well to the 

Calibrated system which has 87 nodes with available fire flows less than 1,000 

gpm, 109 nodes with available fire flow between 1,000 and 1,500 gpm, and 132 

nodes with fire flows between 1,500 and 2,000 gpm.  This continues the trend of 

increased fire flow with the addition of supply capacity, storage and transmission 

mains.  The low fire flows primarily occur on small diameter and dead-end 

mains.   

 

5. Fire Flow Results 

The South Metropolitan Fire Protection District provided fire demands in 2003 

for residential and larger Raymore facilities as listed in Table III-3. These 

demands range from 3,000 gpm for 3 hours to 8,000 gpm for 4 hours.  Demands 

for the larger facilities exceed the Insurance Services Office maximum criteria of 

3,500 gpm for 3 hour duration.  Fire flows that exceed these criteria are typically 

the responsibility of the facility.  

 

Existing and modeled fire flows are compared to desired fire demands for the 

Calibrated, Year 2009, 2014 and 2030 models as listed in Table IV- 1.  Review 

of the data shows most of the fire demands are met at most locations.  Raymore 

Health Care, Walmart, and Stonegate Elementary School will need additional 



Table IV-1

Fire Demands and Locations
Raymore, Missouri

Fire
Demand Duration Available Fire Flow (gpm)

Location (gpm) (hours) Node Intersection Calibration Year 2009 Year 2014 Year 2030

Raymore Health Care 4,250 4 6997 Sunrise 1,500           1,620           1,640           2,430           

Foxwood 4,250 to 8,000 4 6582 58 Highway and Mott 4,130           8,160           8,450           8,460           

Walmart 8,000 4 4572 58 Highway and Dean 2,190           2,380           2,380           2,380           

Timber Creek School 3,250 3 3880 Calico 2,590           3,250           3,250           5,400           

Raymore Elementary 3,750 3 6312 Madison and Elm 3,130           9,150           9,940           10,300         

Stonegate Elementary School 3,250 3 6126 S. Foxridge and Old Mill 1,890           2,140           1,010           3,990           

Strip Mall 3,250 3 6605 58 Highway and Peace 4,870           10,900         11,400         11,430         

Apple Market 3,000 3 6612 58 Highway and Foxridge 4,060           9,700           10,430         10,480         

Eagle Glen Middle School 3,250 3 6168 S. Foxridge and Johnson 5,040           9,090           11,600         11,530         

Preferential Fire Flow Range Available Fire Flow
Range (gpm) Calibration Year 2009 Year 2014 Year 2030

Residential:
     Minimum 1,000 3 Less than 1000 87 58 53 45
     Better 1,500 3 1001 to 1500 109 69 50 38
     Preferred 2,000 3 1501 to 2000 132 102 83 77

Greater than 2000 452 679 775 871

Fire demands listed were provided by South Metropolitan Fire Protection District.

Number of Nodes in Fire Demand Range

fire demands.xls 9/17/2004



Raymore Water Distribution 
System Master Plan 
Part IV – Hydraulic Analysis and System Improvements 09/17/04  

   
  
 
 IV-6 

pipeline improvements to meet desired fire flows.  These improvements are 

discussed above. 

 

C. SYSTEM IMPROVEMENTS 

1. Supply 

Kansas City supplies Raymore with potable water.  Discussions are ongoing to 

renegotiate their contract for water to meet future projected maximum day 

demands.  Proposed improvements do not address KCMO’s supply of water 

between the KCMO Water Plant and the north connection at the intersection of 

155th and J Highway. 

 

2. Piping 

The existing system performs adequately to meet most of the systems pressures 

and fire flows.  However, the system is undersized to meet the extensive growth 

and projected demands for the service area.    

 

Primary improvements include transmission, pumping, and storage and should be 

installed by year 2009, 2014 or 2030 as shown in Figure IV-1.  Significant 

improvements are summarized above and discussed in more detail in Part V of 

this report.  Transmission improvements are summarized below and are included 

in one of the four following categories: 

 

• Primary improvements include new transmission mains and transmission 

mains parallel to existing pipes. 

• Secondary improvements include miscellaneous pipelines to improve fire 

flow. 

• Other secondary improvements include replacement of small mains, 4-inch 

and smaller. 

• Development improvements to provide potable water and fire protection to 

new areas. 
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3. Storage 

Currently, Raymore only has the 0.5 MG elevated storage tank and 0.76 MG of 

ground storage with booster pumps and back-up generators.  Raymore and 

KCMO are cooperating in the installation of a 1.5 MG tank, of which Raymore 

will own 1.0 MG of its capacity.  We recommend the tank capacity be increased 

to 2.5 MG with Raymore purchasing 2.0 MG of capacity.  The tank is scheduled 

for completion in 2005.  These discussions have been initiated with Kansas City. 

 

In 2003, Raymore’s storage requirement was 1.5 MG, a deficit of 0.25 MG.  

With the construction of a new 2.5 MG tank at Hubach Hill, the storage deficit 

decreases to 0.1 MG by 2010, then increases to 0.8 MG in 2014 and 2.4 MG in 

2030 as listed in Table III- 4.  Equalization storage is based on a storage factor of 

25 percent of the maximum day demand developed from the diurnal curve plus 

fire flow storage of 0.63 MG (3,500 gpm for 3 hour).   

 

Construction of the proposed tanks should be a priority.  Storage improvements 

are as follows: 

• Installation of a new 2.5 MG elevated tank at Hubach Hill in 2005, of which 

Raymore would own 2.0 MG of capacity, is recommended.  The tank should 

have an overflow elevation of about 1,240 feet, be about 131 feet tall, and 

have a head range of 40 to 45 feet.  This tank is required to help meet the 

peak hour equalization flows of about 9,000 gpm modeled in year 2030 and 

improve fire flow reliability.    

• Installation of a new 2.5 MG elevated tank by 2009 built just north of the 

intersection of Highway 58 and Kentucky is recommended.  Although the 

capacity is not required until year 2010, the tank is required by year 2009 to 

maintain peak hour pressures along 58 Highway above 35 psi; three nodes 

had pressure less than 40 psi.  Without the proposed tank, pressures dropped 

to a low of 30 psi and about 200 nodes had pressures below 40 psi.  The tank 

would have an overflow elevation of about 1231 feet to match the existing 

0.5 MG tank.  This tank will be about 131 feet tall with a head range of 40 to 

45 feet. This tank is required to help meet the peak hour equalization flows of 

about 10,000 gpm modeled in year 2030, stabilize system pressures in the 
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area and maintains peak hour pressure over 35 psi with the tank half full, and 

improve fire flow reliability. 

 

4. Pumping 

Raymore’s water system includes one pump station.  Three new pumps were 

installed in 2004.  Based on these pump curves and other system improvements, 

no additional pump improvements are required in the Raymore system. 

  

5. Water Quality 

Raymore’s water distribution system has a number of dead-ends.  Connection of 

these dead-ends improves system pressure, fire flow and water quality.  Many 

dead-end mains are connected with the improvements discussed above, but not 

all of them.  Periodic flushing of these dead-end mains may help maintain water 

quality. 

***** 
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PART V – CONCLUSIONS AND RECOMMENDATIONS 

 

A. GENERAL 

This section of the report discusses conclusions, opinions of probable cost, and schedule 

for recommended improvements to the Raymore water distribution system.  

Improvements are itemized for installation by year 2009, 2014 or 2030.   

 

B. CONCLUSIONS 

1. Supply 

Raymore should negotiate a new contract with Kansas City for a maximum day 

supply.  Ultimately, year 2030, Raymore will need 20.1 MGD.   

 

2. Pump Stations 

No additional pump stations or changes to the existing pump station are required 

at this time.  The report assumes Kansas City can supply the necessary gradient 

or pressure to meet Raymore’s needs.  Pump station capacity could be increased 

if Kansas City is capable of supplying more water to this connection. 

 

3. Storage 

Installation of a 2.5 MG tank at Hubach Hill is recommended with Raymore 

using 2.0 MG and Kansas City using the remaining 0.5 MG.  The design of this 

tank has been contracted and installation is anticipated to be complete in 2005.  

This is an increase in storage capacity from 1.5 MG of 2.5 MG.  Installation of a 

2.5 MG tank provides Raymore with enough storage capacity through year 2010.  

If a 1.5 MG tank is installed, Raymore would need to start a 1.0 MG tank project 

near Hubach Hill about year 2006.  Installation of the 2.5 MG tank in 2005 will 

save about $0.5 million over the 1.5 MG and 1.0 MG tank approach. 

 

A 2.5 MG elevated storage tank is required by 2009 to meet future demands.  

This tank could be located just off Kentucky north of Highway 58.  The proposed 

2.5 MG tank should have the same overflow elevation as the existing 0.5 MG 

tank, 1231 feet.   
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4. Piping  

Raymore’s pipe system is relatively small in size; the largest pipeline is 12-inch 

diameter.  Due to the projected 50 MGD peak hour demand, additional 

transmission mains are required to convey water through the system.  This 

requires installation of parallel or replacement 12-inch, 16-inch and 24-inch 

waterlines in strategic areas as well as installation of four additional meter 

locations off the Kansas City Jackson Cass waterline.  Pipeline and tank projects 

are prioritized by category in Table IV-1 as follows: 

• Priority A – are required to supply water at reasonable pressure. 

• Priority B – are required to improve fire flow.  Small main replacement 

projects are also in this category. 

• Priority D – are developer driven improvement.  City will pay the additional 

material cost for pipe greater than 8-inch in diameter. 

 

These projects will improve system flow, available fire flow, and reduce leakage.  

Pipelines could be installed in conjunction with road improvement projects.   

 

C. OPINIONS OF PROBABLE COST 

Opinions of project cost are based on construction and other cost allowances including 

contingency, engineering, surveying, legal and other related costs are summarized in 

Table V-1.  A detailed list is included in the Appendix.  Unit cost data and component 

cost information for the proposed improvements are based on historical projects and 

vendor’s cost information.  Unit costs are based on an Engineering News Record 

Construction Cost Index of 7111.60 for Kansas City for April 2004. 

 

Project costs include construction costs, contingencies, land, right-of-way, and other 

costs.  Unit cost for pipeline projects are based on review of historical data and are listed 

in Table V-2.  A contingency of 20 percent plus other costs at 20 percent are added to the 

opinions of probable cost.  Contingency covers items that are not anticipated, changes in 

condition, or other factors that may increase the cost. 

 



Table V-1

Improvement Summary
Opinion of Probable Cost

Raymore, Missouri

Development Unit Subtotal Developer City
Year Item Street Area Quantity Unit Cost Cost Cost Cost Priority Designation

By 2009

2.5 MG Tank (2.0 MG for Raymore) Hubach Hill na 1 LS $2,810,000 $2,810,000 $0 $2,810,000 A1 South Tank
24" Discharge Pipe unknown na 147 LF $96 $14,000 $0 $14,000 A1 P13

Meter Station 3 Walnut R10F 1 LS $50,000 $50,000 $0 $50,000 A2 V3
16" Parallel Line Walnut St. Meter to Foxwood na 8924 LF $80 $714,000 $0 $714,000 A2 P9054, P9052, P9090, P9088, P9076, P9080

Meter Station 2 Gore Rd. R10E 1 LS $50,000 $50,000 $0 $50,000 A3 V2

24" Line on 163 St. (from S. Kurzwell to Kentucky) multiple 15,907 LF $120 $1,909,000 $0 $1,909,000 A3
P7132, P7131, P7146, P7145, P7365, P9048, 
P7383, P7382, P7294, P7301, P7300, P7339, 

P7338, P7337

2.5 MG Tank Kentucky C5A 1 LS 3,340,000      $3,340,000 $0 $3,340,000 A4   West Tank
24" Discharge Line Kentucky C5A 128 LS $96 $12,000 $0 $12,000 A4 P9100
24" Parallel Line on Kentucky (from Harold to Foxwood) C5A 1746 LF $120 $210,000 $0 $210,000 A4 P9028, P9098
24" Parallel Line on Foxwood C5B 35 LF $120 $4,000 $0 $4,000 A4 P9000

8" Fire Flow Improvement Old Mill Rd. (between Deer Path & Foxridge Dr.) existing 758 LF $32 $24,000 $0 $24,000 B1 P9210
12" Fire Flow Improvement Dogleg between Sunrise & Poseidon existing 769 LF $48 $37,000 $0 $37,000 B2 P9218
12" Fire Flow Improvement South of 171 St. (between Dean & S. Kentucky) C5B 445 LF $48 $21,000 $0 $21,000 B3 P9212
12" Fire Flow Improvement North of Sierra Dr. and North Madison existing 2124 LF $48 $102,000 $0 $102,000 B4 P9114
12" Proposed Line area next to Foxwood & Madison existing 48 LF $48 $2,000 $0 $2,000 B5 P9094

8" Lines (size increase, 4") area next to Foxwood & Madison existing 13,392 LF $40 $536,000 $0 $536,000 B6

P236, P2883, P2900, P373, P5113, P5273, 
P5544, P5597, P5816, P5829, P6303, P6408, 
P6502, P6504, P6519, P6522, P6532, P6540, 

P6542, P6817, P6818, P6819, P6918

6" Proposed Line on Heron between Falcon & Lincoln existing 511 LF $24 $12,000 $0 $12,000 B7 P6994
6" Proposed Line dogleg between Sun Dr. & Poseidon existing 856 LF $30 $26,000 $0 $26,000 B8 P7007
6" Proposed Line South of Bluegrass Dr. existing 939 LF $30 $28,000 $0 $28,000 B9 P7012, P7013, P7014, P7011

4" Proposed Line Just south of Original Raymore existing 59 LF $16 $1,000 $0 $1,000 B10 P9224
8" Proposed Line Just south of Original Raymore existing 22 LF $32 $1,000 $0 $1,000 B11 P9228
8" Proposed Line Just south of Original Raymore existing 27 LF $32 $1,000 $0 $1,000 B12 P9240

6" Proposed Line not available R5E 3,209 LF $24 $77,000 $77,000 $0 D P7082, P7083, P7084

12" Line unknown Creekmoor 4183 LF $60 $251,000 $217,000 $34,000 D P9046, P7182, P7184, P7183, P7169, P7170, 
P7162, P7373, P7375, P7374, P7163, P7159

6" Proposed Line on Sunny Ln. (between Finch & Derby) R5G 1,097 LF $24 $26,000 $26,000 $0 D P7344

16" Proposed Line along outer road (next to S. Peculiar Dr.) C5C 5,808 LF $64 $372,000 $266,000 $106,000 D P7065, P7068, P7067
12" Proposed Line along outer road (next to S. Peculiar Dr.) C5C 5,014 LF $48 $241,000 $201,000 $40,000 D P7059, P7058, P7066, P7064

raymore cip summary_1.xls 9/17/2004



Table V-1

Improvement Summary
Opinion of Probable Cost

Raymore, Missouri

Development Unit Subtotal Developer City
Year Item Street Area Quantity Unit Cost Cost Cost Cost Priority Designation

12" Proposed Line outer road (next to S. Peculiar Dr.) R5A 2,847 LF $48 $137,000 $114,000 $23,000 D P7056, P7055
8" Proposed Line outer road (next to S. Peculiar Dr.) R5A 2,096 LF $32 $67,000 $67,000 $0 D P7062, P7061

8" Proposed Line not available R5B 1,135 LF $32 $36,000 $36,000 $0 D P7079

12" Proposed Line 1 line off Foxwood & 1 line off Kentucky C5B 1,375 LF $48 $66,000 $55,000 $11,000 D P7096, P7097

12" Proposed Line off Foxwood C5A 840 LF $48 $40,000 $33,000 $7,000 D P7098

8" Proposed Line 1 line on Toucan and 1 line on Sandpiper existing 1,299 LF $32 $42,000 $42,000 $0 D P7002, P7004
8" Proposed Line on south end of Darroby existing 457 LF $40 $18,000 $18,000 $0 D P7080, 7078
6" Proposed Line on Toucan between Raven & Sandpiper existing 509 LF $30 $15,000 $15,000 $0 D P6997, P7001
6" Proposed Line Ash Street connections existing 2,493 LF $30 $75,000 $75,000 $0 D P6991, P6988, P6990, P6989, P6987
6" Proposed Line on south end of Darroby existing 801 LF $30 $24,000 $24,000 $0 D P7081

6" Proposed Line not available R5F 451 LF $24 $11,000 $11,000 $0 D P7039

8" Proposed Line not available R5F 7,936 LF $32 $254,000 $254,000 $0 D
 P7038, P7041, P7044, P7043, P7045, 

P7040, P7036, P7034, P7029, P7030, P7032, 
P7031

6" Proposed Line not available R5H 1,744 LF $24 $42,000 $42,000 $0 D P7122, P7121
12" Proposed Line not available R5H 6,535 LF $48 $314,000 $261,000 $53,000 D P7099, P7104, P7114, P7115, P7055
8" Proposed Line not available R5H 3,308 LF $32 $106,000 $106,000 $0 D P7100, P7118, P7120

8" Proposed Line not available R5C 3,865 LF $32 $124,000 $124,000 $0 D P7128, P7125, P7130

8" Proposed Line not available R10B 4,541 LF $32 $145,000 $145,000 $0 D P7139, P7136, P7141, P7138

6" Proposed Line not available Creekmoor 8,287 LF $24 $199,000 $199,000 $0 D

P7241, P7245, P7284, P7157, P7236, P7165, 
P7376, P7166, P7381, P7293, P7208, P9208, 
P7240, P7242, P7186, P7188, P7289, P7178, 
P7189, P7246, P7207, P7288, P7287, P7286, 

P7285, P7196

8" Proposed Line not available Creekmoor 32,963 LF $32 $1,055,000 $1,055,000 $0 D

P7168, P7379, P7380, P7291, P7158, P7283, 
P7370, P7180, P7280, P7279, P7264, P7262, 
P7281, P7385, P7386, P7296, P7213, P7265, 
P7261, P7260, P7259, P7222, P7221, P7220, 
P7219, P7217, P7215, P7214, P7239, P7185, 
P7187, P7371, P7368, P7231, P7290, P7243, 
P7282, P7258, P7206, P7200, P7229, P7292, 
P7367, P7230, P7228, P7238, P7237, P7155, 

P7233, P7232, P7193

raymore cip summary_1.xls 9/17/2004
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Improvement Summary
Opinion of Probable Cost

Raymore, Missouri

Development Unit Subtotal Developer City
Year Item Street Area Quantity Unit Cost Cost Cost Cost Priority Designation

12" Proposed Line not available Creekmoor 8,986 LF $48 $431,000 $359,000 $72,000 D
P7362, P7388, P7387, P7363, P7250, P7369, 
P7202, P7204, P7205, P7248, P7247, P7198, 

P7249

6" - Abandon in Place 163 St. to Foxwood & Clint Dr. R5C, existing 7657 LF $0 $0 $0 $0 - P9126, P9202, P9194
8" - Abandon in Place 163 St. to Foxwood R5C, R10B, existing 8810 LF $0 $0 $0 $0 - P5397, P210, P9190, P9192

8" Proposed Line all off Pelham Path or Silver Lane R5D 1,093 LF $32 $35,000 $35,000 $0 D P7090

Subtotal $14,107,000 $3,857,000 $10,250,000
Contingency @ 20% $2,821,000 $771,000 $2,050,000

Subtotal $16,928,000 $4,628,000 $12,300,000
Engineering and Other Costs @ 20% $3,386,000 $926,000 $2,460,000

By 2009 Total $20,314,000 $5,554,000 $14,760,000

2010 to
2014

Meter Station 1 155 St. na 1 LS $50,000 $50,000 $0 $50,000 A1 V1

16" Line on 155 St. (from S. Kurzwell to Kentucky) multiple 14,956 LF $80 $1,196,000 $0 $1,196,000 A1 P7334,P7332, P9016, P7396, P7397, P7395, 
P7393, P7391, P9014

16" Parallel Line on Kentucky (from 155 St. to Harold) multiple 8867 LF $80 $709,000 $0 $709,000 A2 P9032, P9030

24" Parallel Line 155 St. to 163 St. R10F 5,236 LF $96 $503,000 $0 $503,000 A3 P7358

16" Parallel Line on Kentucky (from Johnson Dr. to Lucy Webb) multiple 2305 LF $80 $184,000 $0 $184,000 A4 P9006
24" Parallel Line on Kentucky (from Foxwood to Johnson Dr.) R5B 2924 LF $96 $281,000 $0 $281,000 A4 P9004

8" Proposed Line within Lucy Webb, Sunset Ln, & Country Lane R10A 2,544 LF $32 $81,000 $81,000 $0 D P7018, P7020, P7022, P7023

12" Proposed Line not available R5F 1,991 LF $48 $96,000 $80,000 $16,000 D P7050, P7054
8" Proposed Line not available R5F 4,540 LF $32 $145,000 $145,000 $0 D P7052, P7049, P7053

16" Proposed Line not available Industrial & Commercial 16,666 LF $64 $1,067,000 $763,000 $304,000 D P7073, P7074, P7071, P7072

8" Proposed Line all off Pelham Path or Silver Lane R5D 2,686 LF $32 $86,000 $86,000 $0 D P7091, P7085

8" Proposed Line not available R5C 3,264 LF $32 $104,000 $104,000 $0 D P7129, P7126

8" Proposed Line not available R5H 6,459 LF $32 $207,000 $207,000 $0 D P7112, P7113, P7108, P7105, P7110, P7106, 
P7109

6" Proposed Line not available R5H 190 LF $24 $5,000 $5,000 $0 D P7111

raymore cip summary_1.xls 9/17/2004



Table V-1

Improvement Summary
Opinion of Probable Cost

Raymore, Missouri

Development Unit Subtotal Developer City
Year Item Street Area Quantity Unit Cost Cost Cost Cost Priority Designation

8" Proposed Line not available R10D 973 LF $32 $31,000 $31,000 $0 D P9096

8" Proposed Line not available R10C 2,441 LF $32 $78,000 $78,000 $0 D P7331, P7330
6" Proposed Line not available R10C 2,151 LF $24 $52,000 $52,000 $0 D P7329, P7328

8" Proposed Line not available R10B 3,354 LF $32 $107,000 $107,000 $0 D P7148, P7147, P7140

12" Proposed Line not available Creekmoor 7,036 LF $48 $338,000 $281,000 $57,000 D P7316, P7307, P7312, P7314, P7318, P7257, 
P7256, P7255, P7309, P7317, P7315

8" Proposed Line not available Creekmoor 20,157 LF $32 $645,000 $645,000 $0 D

P7269, P7270, P7327, P7326, P7324, P7323, 
P7322, P7320, P7302, P7275, P7306, P7313, 
P7319, P7277, P7321, P7267, P7266, P9116, 

P7325, P7273, P7271, P7316

6" Proposed Line not available Creekmoor 1,890 LF $24 $45,000 $45,000 $0 D P7304, P7297, P7274, P7276, P7278, P7299, 
P7303, P7305

Subtotal $6,010,000 $2,710,000 $3,300,000
Contingency @ 20% $1,202,000 $542,000 $660,000

Subtotal $7,212,000 $3,252,000 $3,960,000
Engineering and Other Costs @ 20% $1,442,000 $650,000 $792,000

2010 to 2014 Total $8,654,000 $3,902,000 $4,752,000

2015 to
2030

Meter Station 5 Hubach Hill na 1 LS $50,000 $50,000 $0 $50,000 A1 V8000

24" Parallel Line 163 St. to Lucy Webb R10F 10,674 LF $96 $1,025,000 $0 $1,025,000 A2 P7359, P7360

16" Parallel Line Lincoln Rd to Florence Ave. na 1507 LF $60 $90,000 $0 $90,000 A3 P9066

12" Parallel Line Florence Ave.  to S. Prairie Lane Rd na 4073 LF $60 $244,000 $0 $244,000 A4 P9068, P9070, P9072

12" Proposed Line South end of Florence Ave. existing 2,528 LF $48 $121,000 $0 $121,000 A5 P6284

12" Line on Florence Ave. na 2528 LF $48 $121,000 $0 $121,000 A6 P6284

16" Proposed Line Lucy Webb (SE corner of Raymore), existing existing 1,762 LF $64 $113,000 $0 $113,000 A7 P6946

16" Proposed Line on Lucy Webb - east end R10G 2,565 LF $64 $164,000 $117,000 $47,000 D P6941
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Table V-1

Improvement Summary
Opinion of Probable Cost

Raymore, Missouri

Development Unit Subtotal Developer City
Year Item Street Area Quantity Unit Cost Cost Cost Cost Priority Designation

12" Proposed Line between Lucy Webb E. Hubach Hill Rd. R10G 7,827 LF $48 $376,000 $313,000 $63,000 D P6943, P6942, P6938, P9074
8" Proposed Line between Lucy Webb E. Hubach Hill Rd. R10G 937 LF $32 $30,000 $30,000 $0 D P6944

6" Proposed Line within Lucy Webb, Sunset Ln, & Country Lane R10A 1,531 $24 $37,000 $37,000 $0 D P7024, P7025, P7026

16" Proposed Line not available R10F 3,564 LF $64 $228,000 $163,000 $65,000 D P6954, P6953
12" Proposed Line not available R10F 10,366 LF $48 $498,000 $415,000 $83,000 D P6955, P6961, P6949, P6942
8" Proposed Line not available R10F 4,289 LF $32 $137,000 $137,000 $0 D P6951, P6952

12" Proposed Line not available R10E 8,845 LF $48 $425,000 $354,000 $71,000 D P6964, P6965, P6960, P6975, P6976, P6981, 
P6982

8" Proposed Line not available R10E 5,492 LF $32 $176,000 $176,000 $0 D P6966, P6958, P6977, P6970, P6971, P6978

6" Proposed Line not available R10E 1,698 LF $24 $41,000 $41,000 $0 D P6985

6" Proposed Line within Lucy Webb, Sunset Ln, & Country Lane R10A 1,531 LF $24 $37,000 $37,000 $0 D P7024, P7025, P7026

Subtotal $3,913,000 $1,820,000 $2,093,000
Contingency @ 20% $783,000 $364,000 $419,000

Subtotal $4,696,000 $2,184,000 $2,512,000
Engineering and Other Costs @ 20% $939,000 $437,000 $502,000

2015 to 2030 Total $5,635,000 $2,621,000 $3,014,000

2009 to 2030 Total $34,603,000 $12,077,000 $22,526,000
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Table V-2

Water Master Plan
Unit Costs

Raymore, Missouri

Item Size Unit Unit Cost

Pipeline (new development): 6 inch 24                  
8 inch 32                  
12 inch 48                  
16 inch 64                  
24 inch 96                  

Pipeline (parallel or replacement): 6 inch 30                  
8 inch 40                  
12 inch 60                  
16 inch 80                  
24 inch 120                

Elevated Storage: 1.0 MG 1,750,000      
1.5 MG 2,280,000      
2.0 MG 2,810,000      
2.5 MG 3,340,000      

Meter Station: 1 each 50,000           

Pipe Material Upsize (8-inch to): 12 LF 8                    
16 LF 18                  
24 LF 40                  

raymore cip summary_1.xls 9/17/2004



Raymore Water Distribution 
System Master Plan 
Part V – Conclusions and Recommendations  09/17/04  

   
  
 
 V-3 

Other costs accounts for technical, professional, and special services are required to 

execute the project.  These include environmental, technical, and geotechnical studies; 

land and right-of-way appraisals and negotiations, design and resident engineering fees, 

construction material testing, legal fees, project insurance, land surveying and legal 

descriptions, project design surveying, operation and maintenance manuals, and 

personnel training.  Land and right-of-way costs for each improvement are not included 

in the cost opinions. 

 

These order-of-magnitude cost opinions are based on experience and judgement as a 

professional consultant combined with information from past experience, vendors, and 

published sources, such as Means.  Since Burns & McDonnell has no control over 

weather, cost and availability of labor, material and equipment, labor productivity, 

construction contractor’s procedures and methods, unavoidable delays, construction 

contractor’s method of pricing, economic conditions, government regulations and laws, 

competitive bidding or market conditions and other factors affecting such opinions or 

projection, Burns & McDonnell does not guarantee the actual rates, costs, etc. will not 

vary from the opinions and projections developed herein. 

 

D. RECOMMENDATIONS 

Recommended improvements are detailed in Part IV of this report and are discussed 

above.  Review of Table V-1 shows the improvements and schedule of the year by which 

improvements should be installed.  Actual installation year can vary based on the 

developer, rate of growth, water use, weather conditions, and other factors.  Types of 

projects are as follows: 

By Year 2009: 

• 2.0 MG tank at Hubach Hill (actual capacity is 2.5 MG but Raymore will utilize 2.0 

MG of capacity). 

• 2.5 MG elevated tank on the west side. 

• 24-inch main on 163rd. 

• 24-inch main on Kentucky between the proposed tank and 58 Highway. 

• 16-inch main on 58 Highway from J Highway west to Woodson. 

• Two meter stations. 

• Small main replacement in original Raymore. 
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• Various developer projects. 

 

By Year 2014: 

• 24-inch on J Highway from 155th to 163rd. 

• 16-inch along 155th. 

• 16-inch and 24-inch mains on Kentucky between 155th and the proposed tank. 

• 24-inch and 16-inch main on Kentucky between 58 Highway and Lucy Webb. 

• One meter station. 

• Various developer projects. 

 

By Year 2030: 

• 24-inch main on J Highway from 163rd to Lucy Webb. 

• One meter station. 

• Various developer projects. 

 

***** 
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Table A3

Raymore, Missouri Growth Distribution

R5A R5B R5C R5D R5E R5F R5G R5H
Acres 199 Acres 252 Acres 268 Acres 202 Acres 22 Acres 196 Acres 63 Acres 447       Sum

HH 597         HH 756         HH 804         HH 606         HH 66          HH 588       HH 189       HH 1,341    R5 R5
Build-out 10           Build-out 10           Build-out 10           Build-out 10           Build-out 5            Build-out 10         Build-out 5           Build-out 10         Total Total

Year HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH HH Year

2004 60 60           76 76           61 61           59 59           256         256         2004
2005 60 120         76 152         80 80           61 122         13 13           59 118         38 38           134 134         521         777         2005
2006 60 180         76 228         80 160         61 183         13 26           59 177         38 76           134 268         521         1,298      2006
2007 60 240         76 304         80 240         61 244         13 39           59 236         38 114         134 402         521         1,819      2007
2008 60 300         76 380         80 320         61 305         13 52           59 295         38 152         134 536         521         2,340      2008
2009 60 360         76 456         80 400         61 366         13 65           59 354         38 190         134 670         521         2,861      2009
2010 60 420         76 532         80 480         61 427         59 413         134 804         470         3,331      2010
2011 60 480         76 608         80 560         61 488         59 472         134 938         470         3,801      2011
2012 60 540         76 684         80 640         61 549         59 531         134 1,072      470         4,271      2012
2013 60 600         76 760         80 720         61 610         59 590         134 1,206      470         4,741      2013
2014 80 800         134 1,340    214       4,955    2014

R10A R10B R10C R10D R10E R10F R10G Cooper Dev. Platted
Acres 42 Acres 225 Acres 75 Acres 48 Acres 490 Acres 648 Acres 655 Sum Acres 987 but not

HH 126         HH 675         HH 225         HH 144         HH 1,470     HH 1,944    HH 1,965    R10 R5 + R10 R5 + R10 HH 1500 Occupied Sum
Build-out 10           Build-out 10           Build-out 10           Build-out 10           Build-out 17          Build-out 16         Build-out 16         Total Total Total Build-out 10 pre-2004 Total Total

Year HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH/year Sum HH HH HH HH HH/year Sum HH HH HH HH Year
2003 5,005      2003
2004 -          256         256         300 556         5,561      2004
2005 -          521         777         150 150         150 821         6,382      2005
2006 -          521         1,298      150 300         150 821         7,203      2006
2007 -          521         1,819      150 450         671         7,874      2007
2008 -          521         2,340      150 600         671         8,545      2008
2009 -          521         2,861      150 750         671         9,216      2009
2010 13 13           23 23           14 14           50           520         3,381      150 900         670         9,886      2010
2011 13 26           68 68           23 46           14 28           118         588         3,969      150 1,050      738         10,624    2011
2012 13 39           68 136         23 69           14 42           118         588         4,557      150 1,200      738         11,362    2012
2013 13 52           68 204         23 92           14 56           118         588         5,145      150 1,350      738         12,100    2013
2014 13 65           68 272         23 115         14 70           86 86           204         418         5,563      150 1,500      568         12,668    2014
2015 13 78           68 340         23 138         14 84           86 172         122 122         123 123         449         449         6,012      449         13,117    2015
2016 13 91           68 408         23 161         14 98           86 258         122 244         123 246         449         449         6,461      449         13,566    2016
2017 13 104         68 476         23 184         14 112         86 344         122 366         123 369         449         449         6,910      449         14,015    2017
2018 13 117         68 544         23 207         14 126         86 430         122 488         123 492         449         449         7,359      449         14,464    2018
2019 13 130         68 612         23 230         14 140         86 516         122 610         123 615         449         449         7,808      449         14,913    2019
2020 68 680         86 602         122 732         123 738         399         399         8,207      399         15,312    2020
2021 86 688         122 854         123 861         331         331         8,538      331         15,643    2021
2022 86 774         122 976         123 984         331         331         8,869      331         15,974    2022
2023 86 860         122 1,098      123 1,107      331         331         9,200      331         16,305    2023
2024 86 946         122 1,220      123 1,230      331         331         9,531      331         16,636    2024
2025 86 1,032      122 1,342      123 1,353      331         331         9,862      331         16,967    2025
2026 86 1,118      122 1,464      123 1,476      331         331         10,193    331         17,298    2026
2027 86 1,204      122 1,586      123 1,599      331         331         10,524    331         17,629    2027
2028 86 1,290      122 1,708      123 1,722      331         331         10,855    331         17,960    2028
2029 86 1,376      122 1,830      123 1,845      331         331         11,186    331         18,291    2029
2030 86 1,462      122 1,952      123 1,968      331         331         11,517    331         18,622    2030

6,562      11,517    1,500      600 18,622    
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
155TH STREET 8 UNK 1990 9,961              278,918                     4,732       197,138                
58 TRUNK 6 DI 1990 103                 2,158                         4,732       1,525                    
58 TRUNK 6 DI 1998 63                   1,332                         5,920       1,178                    
58 TRUNK 6 DI 2002 48                   1,012                         6,538       988                       
58 TRUNK 6 UNK 1990 29                   617                            4,732       436                       
58 TRUNK 8 DI 1998 3                     97                              5,920       86                         
58 TRUNK 8 DI 2002 9                     258                            6,538       252                       
58 TRUNK 8 PVC 2000 32                   909                            6,221       845                       
58 TRUNK 12 DI 1990 4,701              197,434                     4,732       139,546                
58 TRUNK 12 DI 1992 5,068              212,863                     4,985       158,495                
58 TRUNK 12 DI 1998 1,991              83,604                       5,920       73,926                  
58 TRUNK 12 DI 2002 2,716              114,073                     6,538       111,398                
58 TRUNK 12 PVC 1990 56                   2,340                         4,732       1,654                    
58 TRUNK 12 PVC 1992 375                 15,745                       4,985       11,723                  
58 TRUNK 12 UNK 1990 732                 30,748                       4,732       21,733                  
BRIDLECROFT 4 PVC 1990 1,665              23,305                       4,732       16,472                  
BRIDLECROFT 4 UNK 1985 2,224              31,135                       4,195       19,509                  
BRIDLECROFT 6 PVC 1985 1,069              22,456                       4,195       14,071                  
BRIDLECROFT 6 PVC 1990 15                   308                            4,732       218                       
BRIDLECROFT 6 UNK 1985 29                   617                            4,195       386                       
BROOKSIDE 6 DI 2000 30                   623                            6,221       579                       
BROOKSIDE 6 DI 2001 758                 15,909                       6,343       15,072                  
BROOKSIDE 6 DI 2002 953                 20,020                       6,538       19,550                  
BROOKSIDE 8 DI 1993 4,671              130,775                     5,210       101,768                
BROOKSIDE 8 DI 2001 1,296              36,278                       6,343       34,370                  
BROOKSIDE 8 DI 2002 2,275              63,706                       6,538       62,212                  
BUSH INDUSTRIAL PARK 6 DI 1992 15                   314                            4,985       234                       
BUSH INDUSTRIAL PARK 6 UNK 1990 15                   309                            4,732       218                       
BUSH INDUSTRIAL PARK 8 PVC 1990 1,948              54,558                       4,732       38,561                  
CANTER RIDGE 6 UNK 1999 758                 15,908                       6,059       14,397                  
CANTER RIDGE 6 DI 1993 915                 19,217                       5,210       14,955                  
CANTER RIDGE 6 DI 1996 89                   1,877                         5,620       1,575                    
CANTER RIDGE 6 DI 1999 688                 14,443                       6,059       13,071                  
CANTER RIDGE 6 DI 2000 1,636              34,361                       6,221       31,928                  
CANTER RIDGE 6 UNK 1994 1,140              23,944                       5,408       19,341                  
CANTER RIDGE 6 UNK 1996 1,165              24,467                       5,620       20,538                  
CANTER RIDGE 8 DI 1993 1,068              29,892                       5,210       23,261                  
CANTER RIDGE 8 DI 1996 643                 17,999                       5,620       15,109                  
CANTER RIDGE 8 DI 1999 1,970              55,173                       6,059       49,931                  
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
CANTER RIDGE 8 DI 2000 2,058              57,616                       6,221       53,537                  
CANTER RIDGE 8 DI 2002 373                 10,442                       6,538       10,197                  
CEDAR RIDGE 6 DI 1997 4,576              96,088                       5,826       83,616                  
CEDAR RIDGE 8 DI 2002 34                   960                            6,538       938                       
COUNTRY SIDE VIEW 6 UNK 1985 1,577              33,110                       4,195       20,746                  
COUNTRY SIDE VIEW 8 UNK 1990 1,927              53,948                       4,732       38,130                  
COVENTRY MEADOWS 6 DI 1992 639                 13,418                       4,985       9,991                    
COVENTRY MEADOWS 6 UNK 1990 30                   624                            4,732       441                       
COVENTRY MEADOWS 8 UNK 1990 1,505              42,138                       4,732       29,783                  
CUMBERLAND HILLS 4 DI 1993 232                 3,244                         5,210       2,524                    
CUMBERLAND HILLS 4 UNK 1993 435                 6,083                         5,210       4,734                    
CUMBERLAND HILLS 6 DI 1993 1,347              28,278                       5,210       22,005                  
CUMBERLAND HILLS 6 DI 2002 4                     79                              6,538       77                         
CUMBERLAND HILLS 6 PVC 1993 3,238              68,006                       5,210       52,922                  
CUMBERLAND HILLS 6 UNK 1993 5,005              105,108                     5,210       81,794                  
CUMBERLAND HILLS 8 DI 1993 722                 20,206                       5,210       15,724                  
CUMBERLAND HILLS 8 UNK 1993 1,880              52,638                       5,210       40,962                  
CUMBERLAND HILLS SOUTH 6 PVC 1990 906                 19,023                       4,732       13,446                  
CUMBERLAND HILLS SOUTH 6 PVC 1993 3,220              67,625                       5,210       52,625                  
CUMBERLAND HILLS SOUTH 8 PVC 1990 297                 8,327                         4,732       5,886                    
CUMBERLAND PLAZA 8 PVC 1992 178                 4,991                         4,985       3,716                    
DEAN SUBDIVISION 6 PVC 1993 1,356              28,480                       5,210       22,163                  
DEAN SUBDIVISION 6 UNK 1993 35                   728                            5,210       567                       
DEAN SUBDIVISION 8 PVC 1993 382                 10,707                       5,210       8,332                    
DEAN SUBDIVISION 8 PVC 2000 13                   363                            6,221       337                       
DEAN SUBDIVISION 8 UNK 1993 317                 8,887                         5,210       6,916                    
DEAN'S INDUSTRIAL PARK 8 PVC 2000 1,859              52,047                       6,221       48,362                  
EAGLE GLEN 6 DI 2000 557                 11,692                       6,221       10,864                  
EAGLE GLEN 6 DI 2002 2,937              61,679                       6,538       60,232                  
EAGLE GLEN 6 DI 2003 33                   688                            6,695       688                       
EAGLE GLEN 8 DI 2000 471                 13,196                       6,221       12,262                  
EAGLE GLEN 8 DI 2002 1,063              29,752                       6,538       29,055                  
EAGLE GLEN 8 DI 2003 84                   2,361                         6,695       2,361                    
EAGLE GLEN 12 DI 2002 2,994              125,735                     6,538       122,786                
EAGLE GLEN 12 DI 2003 3,107              130,497                     6,695       130,497                
EVAN-BROOK 6 DI 1999 2,440              51,236                       6,059       46,369                  
EVAN-BROOK 6 PVC 1992 1,846              38,764                       4,985       28,863                  
EVAN-BROOK 6 UNK 1990 59                   1,234                         4,732       872                       
EVAN-BROOK 6 UNK 1992 3,528              74,086                       4,985       55,163                  
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
EVAN-BROOK 8 DI 1990 1,368              38,313                       4,732       27,079                  
EVAN-BROOK 8 DI 1999 1,858              52,016                       6,059       47,075                  
EVAN-BROOK 8 DI 2001 273                 7,632                         6,343       7,231                    
EVAN-BROOK 8 DI 2002 112                 3,142                         6,538       3,069                    
EVAN-BROOK 8 PVC 1992 60                   1,677                         4,985       1,249                    
EVAN-BROOK 8 UNK 1992 5                     153                            4,985       114                       
FAIRFIELD ESTATES 6 UNK 1985 3,141              65,966                       4,195       41,334                  
FALCON CREST 6 PVC 1996 1,604              33,692                       5,620       28,282                  
FOXHAVEN 4 DI 1994 1,317              18,435                       5,408       14,891                  
FOXHAVEN 6 CIP 1994 116                 2,445                         5,408       1,975                    
FOXHAVEN 6 DI 1994 6,986              146,702                     5,408       118,501                
FOXHAVEN 6 DI 1997 3,745              78,648                       5,826       68,440                  
FOXHAVEN 6 DI 1998 50                   1,058                         5,920       935                       
FOXHAVEN 6 PVC 1994 3,556              74,675                       5,408       60,320                  
FOXHAVEN 6 UNK 1994 1,226              25,741                       5,408       20,793                  
FOXHAVEN 8 DI 1994 2,252              63,069                       5,408       50,945                  
FOXHAVEN 8 DI 1997 3,404              95,300                       5,826       82,930                  
FOXHAVEN 8 DI 1998 52                   1,443                         5,920       1,276                    
FOXHAVEN 8 PVC 1994 1,969              55,124                       5,408       44,528                  
FOXRIDGE CENTER 6 DI 1998 555                 11,657                       5,920       10,307                  
FOXRIDGE CENTER 6 UNK 1998 13                   278                            5,920       246                       
FOXRIDGE CENTER 8 DI 1985 96                   2,701                         4,195       1,693                    
FOXRIDGE CENTER 8 DI 1998 1,091              30,553                       5,920       27,016                  
FOXWOOD SPRINGS 6 DI 1998 90                   1,894                         5,920       1,675                    
GORE ESTATES 4 PVC 1985 553                 7,747                         4,195       4,854                    
GORE ESTATES 6 UNK 1985 44                   929                            4,195       582                       
GORE ESTATES 6 UNK 1990 15                   308                            4,732       218                       
HAROLD ESTATES 6 DI 1998 2,139              44,927                       5,920       39,727                  
HAROLD ESTATES 6 PVC 1993 1,175              24,670                       5,210       19,198                  
HAROLD ESTATES 8 PVC 1993 1,351              37,821                       5,210       29,432                  
HAROLD ESTATES 8 UNK 1993 5,615              157,228                     5,210       122,354                
HAROLD ESTATES 12 PVC 1998 2,517              105,702                     5,920       93,467                  
HERITAGE HILLS 4 PVC 1990 20                   280                            4,732       198                       
HERITAGE HILLS 4 PVC 1993 2,221              31,098                       5,210       24,200                  
HERITAGE HILLS 6 PVC 1990 1,230              25,824                       4,732       18,253                  
HERITAGE HILLS 6 PVC 1993 6,656              139,778                     5,210       108,774                
HERITAGE HILLS 8 PVC 1990 429                 12,013                       4,732       8,491                    
HERITAGE PLAZA 8 PVC 1992 1,503              42,097                       4,985       31,345                  
HIBNER ACRES 4 CIP 1992 1,453              20,339                       4,985       15,144                  
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
HIBNER ACRES 6 CIP 1992 15                   309                            4,985       230                       
HIDDEN MEADOWS 6 DI 1985 1,514              31,798                       4,195       19,924                  
HUBACH HILL 6 PVC 1990 30                   635                            4,732       449                       
HUBACH HILL 6 PVC 1994 2,497              52,445                       5,408       42,363                  
HUBACH HILL 6 UNK 1990 44                   926                            4,732       655                       
HUBACH HILL 6 UNK 1994 29                   618                            5,408       499                       
HUBACH HILL 8 PVC 1990 1,276              35,732                       4,732       25,255                  
HUBACH HILL 8 UNK 1990 1,410              39,471                       4,732       27,898                  
HUNTERS GLEN 6 DI 1992 1,171              24,592                       4,985       18,311                  
HUNTERS GLEN 6 PVC 1992 1,530              32,125                       4,985       23,920                  
JOHNSTON INDUSTRIAL PARK 6 DI 1985 294                 6,169                         4,195       3,866                    
JOHNSTON INDUSTRIAL PARK 6 DI 2002 25                   515                            6,538       503                       
JOHNSTON INDUSTRIAL PARK 6 PVC 1985 2,162              45,410                       4,195       28,453                  
JOHNSTON INDUSTRIAL PARK 6 PVC 1992 15                   313                            4,985       233                       
JOHNSTON INDUSTRIAL PARK 6 UNK 1985 2,719              57,093                       4,195       35,774                  
JONES ADDITION 4 UNK 1992 434                 6,072                         4,985       4,521                    
JONES ADDITION 6 DI 2002 488                 10,254                       6,538       10,013                  
JONES ADDITION 6 UNK 1992 30                   631                            4,985       470                       
JONNSTON INDUSTRIAL PARK 8 PVC 1990 719                 20,135                       4,732       14,231                  
JWEDEA 6 UNK 1990 118                 2,473                         4,732       1,748                    
JWEDEA 6 UNK 1994 7,527              158,066                     5,408       127,681                
JWEDEA 8 UNK 1990 3,225              90,308                       4,732       63,829                  
KEENLAND COMMERCIAL CENTER 4 CIP 1992 601                 8,410                         4,985       6,262                    
KEENLAND COMMERCIAL CENTER 6 CIP 1992 15                   308                            4,985       230                       
KEENLAND ESTATES 4 CIP 1992 313                 4,382                         4,985       3,262                    
KEENLAND ESTATES 4 PVC 1992 4,315              60,415                       4,985       44,984                  
KEENLAND ESTATES 4 UNK 1992 2,909              40,732                       4,985       30,328                  
KEENLAND ESTATES 6 PVC 1992 59                   1,233                         4,985       918                       
KEENLAND ESTATES 6 UNK 1992 59                   1,235                         4,985       919                       
KENTUCKY RD 6 PVC 1993 3,018              63,371                       5,210       49,315                  
KENTUCKY RD 6 UNK 1993 44                   925                            5,210       720                       
KENTUCKY RD 8 UNK 1993 3,191              89,345                       5,210       69,528                  
LAKESHORE MEADOWS 6 DI 1993 1,890              39,689                       5,210       30,886                  
LAKESHORE MEADOWS 6 DI 1997 2,247              47,181                       5,826       41,057                  
LAKESHORE MEADOWS 6 PVC 1993 1,606              33,723                       5,210       26,243                  
LAKESHORE MEADOWS 6 UNK 1985 104                 2,179                         4,195       1,365                    
LAKESHORE MEADOWS 6 UNK 1992 10                   218                            4,985       162                       
LAKESHORE MEADOWS 6 UNK 1993 760                 15,956                       5,210       12,417                  
LAKESHORE PLACE 4 UNK 1992 376                 5,266                         4,985       3,921                    
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
LAKESHORE PLACE 6 DI 1992 756                 15,877                       4,985       11,822                  
LAKESHORE PLACE 6 DI 1993 1,029              21,606                       5,210       16,814                  
LAKESHORE PLACE 6 DI 1996 575                 12,085                       5,620       10,144                  
LAKESHORE PLACE 6 DI 1998 2,229              46,809                       5,920       41,390                  
LAKESHORE PLACE 6 UNK 1992 2,498              52,456                       4,985       39,058                  
LAKESHORE PLACE 8 DI 1998 1,038              29,052                       5,920       25,689                  
LAKESHORE PLACE 8 DI 2002 196                 5,488                         6,538       5,360                    
LAKESHORE PLAZA 8 DI 2002 2,413              67,559                       6,538       65,975                  
LAKESHORE PLAZA 8 OTHER 2003 60                   1,687                         6,695       1,687                    
LAKEVIEW 4 CIP 1985 716                 10,030                       4,195       6,284                    
LAKEVIEW 4 PVC 1992 14                   195                            4,985       145                       
LAKEVIEW 6 CIP 1992 15                   306                            4,985       228                       
LAKEVIEW 6 DI 2002 112                 2,358                         6,538       2,303                    
LAKEVIEW 6 PVC 1990 1,160              24,356                       4,732       17,215                  
LAKEVIEW 6 PVC 1992 4,106              86,229                       4,985       64,205                  
LAKEVIEW 6 UNK 1985 15                   310                            4,195       194                       
LAKEVIEW 6 UNK 1990 1,038              21,801                       4,732       15,409                  
LAKEVIEW 6 UNK 1992 5,195              109,086                     4,985       81,224                  
LAKEVIEW 8 DI 2002 31                   871                            6,538       850                       
LUCY WEBB TRUNK 6 DI 2002 57                   1,197                         6,538       1,169                    
LUCY WEBB TRUNK 6 UNK 1990 15                   308                            4,732       218                       
LUCY WEBB TRUNK 8 DI 2002 34                   961                            6,538       939                       
LUCY WEBB TRUNK 12 DI 1990 3,938              165,409                     4,732       116,910                
LUCY WEBB TRUNK 12 DI 2002 11,582            486,456                     6,538       475,048                
LUCY WEBB TRUNK 12 PVC 1990 56                   2,331                         4,732       1,648                    
MADISON CREEK 6 DI 2000 3,027              63,565                       6,221       59,064                  
MADISON CREEK 6 DI 2002 2,132              44,766                       6,538       43,716                  
MADISON CREEK 8 DI 2000 610                 17,068                       6,221       15,859                  
MADISON CREEK 8 DI 2002 362                 10,142                       6,538       9,905                    
MADISON CREEK 12 DI 2000 10                   426                            6,221       396                       
MADISON TRUNK 4 PVC 1990 1,102              15,426                       4,732       10,903                  
MADISON TRUNK 4 UNK 1990 2,580              36,121                       4,732       25,530                  
MADISON TRUNK 6 DI 2002 21                   449                            6,538       438                       
MADISON TRUNK 6 UNK 1985 4,560              95,758                       4,195       60,001                  
MADISON TRUNK 6 UNK 1990 723                 15,187                       4,732       10,734                  
MADISON TRUNK 8 DI 2002 5                     130                            6,538       127                       
MADISON TRUNK 12 DI 1990 2,161              90,769                       4,732       64,155                  
MADISON TRUNK 12 DI 1998 1,567              65,807                       5,920       58,190                  
MADISON TRUNK 12 DI 2000 1,358              57,019                       6,221       52,982                  
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
MADISON TRUNK 12 DI 2002 4,259              178,861                     6,538       174,667                
MAPLEWOOD 4 CIP 1985 7,129              99,804                       4,195       62,536                  
MAPLEWOOD 4 PVC 1985 1,004              14,060                       4,195       8,810                    
MAPLEWOOD 6 CIP 1985 59                   1,233                         4,195       772                       
MAPLEWOOD 6 DI 2002 394                 8,277                         6,538       8,083                    
MAPLEWOOD 6 PVC 1985 29                   617                            4,195       387                       
MAPLEWOOD 6 UNK 1985 15                   314                            4,195       197                       
MAPLEWOOD 8 DI 2002 51                   1,421                         6,538       1,387                    
MAPLEWOOD 8 PVC 1985 1,527              42,769                       4,195       26,799                  
MATLOCK JOHNSON SUBDIVISION 6 PVC 2000 324                 6,807                         6,221       6,325                    
MATLOCK JOHNSON SUBDIVISION 6 UNK 2000 2,526              53,038                       6,221       49,283                  
MATLOCK JOHNSON SUBDIVISION 8 PVC 2000 2,418              67,717                       6,221       62,923                  
MATLOCK JOHNSON SUBDIVISION 12 UNK 2000 503                 21,115                       6,221       19,620                  
MESSICKS ADDITION 4 CIP 1985 456                 6,382                         4,195       3,999                    
MOON VALLEY 6 DI 1998 1,608              33,778                       5,920       29,868                  
MOON VALLEY 8 DI 1992 143                 4,014                         4,985       2,988                    
MOON VALLEY 8 DI 1998 1,933              54,118                       5,920       47,854                  
MORNINGVIEW 4 UNK 1985 577                 8,078                         4,195       5,062                    
MORNINGVIEW 6 DI 1985 1,353              28,409                       4,195       17,800                  
MORNINGVIEW 6 UNK 1985 3,334              70,018                       4,195       43,872                  
MORNINGVIEW 6 UNK 1990 28                   588                            4,732       416                       
ORIGINAL RAYMORE 4 CIP 1985 576                 8,058                         4,195       5,049                    
ORIGINAL RAYMORE 4 PVC 1992 770                 10,781                       4,985       8,028                    
ORIGINAL RAYMORE 6 CIP 1985 15                   308                            4,195       193                       
ORIGINAL RAYMORE 6 DI 1985 54                   1,140                         4,195       714                       
ORIGINAL RAYMORE 6 DI 2002 379                 7,960                         6,538       7,774                    
ORIGINAL RAYMORE 6 PVC 1985 6,750              141,752                     4,195       88,820                  
ORIGINAL RAYMORE 6 PVC 1992 658                 13,815                       4,985       10,286                  
ORIGINAL RAYMORE 8 DI 2002 71                   1,981                         6,538       1,935                    
ORIGINAL RAYMORE 8 PVC 1985 4,568              127,911                     4,195       80,147                  
ORIGINAL RAYMORE 8 PVC 1992 625                 17,507                       4,985       13,036                  
ORIGINAL RAYMORE 8 UNK 1985 1,271              35,597                       4,195       22,305                  
ORIGINAL RAYMORE 8 UNK 1992 70                   1,950                         4,985       1,452                    
PARK ESTATES 4 CIP 1985 261                 3,649                         4,195       2,286                    
PARK ESTATES 6 UNK 1992 548                 11,507                       4,985       8,568                    
PARK PLACE 6 DI 1992 1,835              38,528                       4,985       28,688                  
PARK PLACE 8 DI 1992 1,373              38,447                       4,985       28,627                  
PEACEFUL MEADOWS 4 PVC 1997 759                 10,625                       5,826       9,246                    
PEACEFUL MEADOWS 6 DI 2002 59                   1,244                         6,538       1,215                    
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
PEACEFUL MEADOWS 6 PVC 1990 1,039              21,818                       4,732       15,421                  
PEACEFUL MEADOWS 6 UNK 1990 41                   856                            4,732       605                       
PRAIRIE LANE 6 UNK 1990 29                   617                            4,732       436                       
PRAIRIE LANE 8 UNK 1990 4,995              139,852                     4,732       98,847                  
RAYMORE COMMERCIAL CENTER 6 PVC 1992 698                 14,662                       4,985       10,917                  
RAYMORE DEVELOPMENT PARK 4 UNK 1992 114                 1,599                         4,985       1,191                    
RAYMORE DEVELOPMENT PARK 6 PVC 1990 1,852              38,884                       4,732       27,483                  
RAYMORE DEVELOPMENT PARK 6 UNK 1992 29                   615                            4,985       458                       
RAYMORE DEVELOPMENT PARK 8 PVC 1990 1,307              36,591                       4,732       25,862                  
RAYMORE DEVELOPMENT PARK 12 PVC 1992 863                 36,249                       4,985       26,990                  
RECREATION PARK 6 UNK 1985 1,809              37,983                       4,195       23,800                  
REMINGTON 6 DI 1997 6,354              133,427                     5,826       116,108                
REMINGTON 8 DI 1997 4,067              113,871                     5,826       99,091                  
REMINGTON 12 DI 1985 100                 4,180                         4,195       2,619                    
REMINGTON VILLAGE 6 DI 1997 146                 3,068                         5,826       2,670                    
REMINGTON VILLAGE 6 DI 1998 2,028              42,588                       5,920       37,658                  
REMINGTON VILLAGE 6 UNK 1998 15                   308                            5,920       273                       
REMINGTON VILLAGE 8 DI 1997 531                 14,876                       5,826       12,945                  
REMINGTON VILLAGE 8 DI 1998 1,720              48,163                       5,920       42,588                  
REMINGTON VILLAGE 12 PVC 1998 229                 9,634                         5,920       8,519                    
REMINGTON VILLAGE 12 UNK 1998 1,120              47,044                       5,920       41,598                  
ROLLING GLENNS ESTATES 4 UNK 1990 687                 9,613                         4,732       6,794                    
ROLLING GLENNS ESTATES 6 UNK 1990 28                   587                            4,732       415                       
ROLLING HILLS 4 PVC 1992 2,775              38,844                       4,985       28,923                  
ROLLING HILLS 6 PVC 1990 1,124              23,610                       4,732       16,687                  
ROLLING HILLS 6 PVC 1992 1,340              28,150                       4,985       20,960                  
ROLLING HILLS 6 UNK 1992 356                 7,485                         4,985       5,573                    
SCHMIDT HIGHLANDS 12 PVC 1998 1,531              64,307                       5,920       56,863                  
SCHMIDT HIGHLANDS 12 UNK 1998 115                 4,850                         5,920       4,289                    
SCHMIDT HIGHLANDS WEST 6 PVC 1993 1,914              40,188                       5,210       31,274                  
SHADOWOOD 6 DI 2002 23                   487                            6,538       476                       
SHADOWOOD 6 DI 2003 18                   378                            6,695       378                       
SHADOWOOD 8 DI 2002 1,635              45,775                       6,538       44,702                  
SHADOWOOD 12 DI 2002 2,370              99,530                       6,538       97,196                  
SHADOWOOD 12 DI 2003 788                 33,076                       6,695       33,076                  
SHILOH HILLS 6 DI 1998 1,464              30,736                       5,920       27,178                  
SHILOH HILLS 12 DI 1998 25                   1,057                         5,920       935                       
SILVER LAKE 4 PVC 1982 2,277              31,874                       3,825       18,210                  
SILVER LAKE 4 UNK 1985 23                   318                            4,195       199                       
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Table A4

GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
SILVER LAKE 6 DI 1997 291                 6,107                         5,826       5,314                    
SILVER LAKE 6 PVC 1982 112                 2,362                         3,825       1,350                    
SILVER LAKE 6 PVC 1985 4,830              101,428                     4,195       63,553                  
SILVER LAKE 6 UNK 1982 7,163              150,418                     3,825       85,937                  
SILVER LAKE 6 UNK 1985 4,696              98,611                       4,195       61,788                  
SILVER LAKE 8 DI 2002 440                 12,306                       6,538       12,018                  
SILVER LAKE 8 PVC 1982 734                 20,558                       3,825       11,745                  
SILVER LAKE 8 PVC 1985 2,035              56,976                       4,195       35,701                  
SKY VUE ESTATES 6 DI 2002 48                   1,008                         6,538       985                       
SKY VUE ESTATES 6 PVC 1985 7,418              155,776                     4,195       97,607                  
SKY VUE ESTATES 6 PVC 1990 15                   309                            4,732       218                       
SKY VUE ESTATES 6 PVC 1994 3,816              80,126                       5,408       64,723                  
SKY VUE ESTATES 6 UNK 1985 2,580              54,178                       4,195       33,947                  
SKY VUE ESTATES 6 UNK 1990 59                   1,234                         4,732       872                       
SKY VUE ESTATES 6 UNK 1994 1,913              40,169                       5,408       32,447                  
SKY VUE ESTATES 8 DI 1994 13                   375                            5,408       303                       
SKY VUE ESTATES 8 DI 1998 526                 14,738                       5,920       13,032                  
SKY VUE ESTATES 8 DI 2002 59                   1,642                         6,538       1,604                    
SKY VUE ESTATES 8 OTHER 1998 1,188              33,253                       5,920       29,403                  
SKY VUE ESTATES 8 PVC 1990 4,099              114,781                     4,732       81,127                  
SKY VUE ESTATES 8 PVC 1994 1,069              29,922                       5,408       24,170                  
SOUTHWIND ESTATES 6 UNK 1985 2,363              49,622                       4,195       31,092                  
SOUTHWIND ESTATES 6 UNK 1990 49                   1,036                         4,732       732                       
SOUTHWIND ESTATES 8 UNK 1990 1,125              31,492                       4,732       22,258                  
SOUTHWIND ESTATES 8 UNK 1992 5                     141                            4,985       105                       
STONEGATE OF THE GOOD RANCH 4 DI 1994 505                 7,072                         5,408       5,712                    
STONEGATE OF THE GOOD RANCH 4 DI 1996 577                 8,079                         5,620       6,782                    
STONEGATE OF THE GOOD RANCH 4 DI 1997 368                 5,147                         5,826       4,479                    
STONEGATE OF THE GOOD RANCH 6 DI 1994 1,862              39,108                       5,408       31,590                  
STONEGATE OF THE GOOD RANCH 6 DI 1996 1,770              37,176                       5,620       31,207                  
STONEGATE OF THE GOOD RANCH 6 DI 1997 3,524              73,999                       5,826       64,394                  
STONEGATE OF THE GOOD RANCH 6 DI 2002 1,480              31,080                       6,538       30,351                  
STONEGATE OF THE GOOD RANCH 8 DI 1995 1,836              51,419                       5,471       42,018                  
STONEGATE OF THE GOOD RANCH 8 DI 1997 2,017              56,471                       5,826       49,141                  
STONEGATE OF THE GOOD RANCH 8 DI 2001 239                 6,681                         6,343       6,329                    
STONEGATE OF THE GOOD RANCH 8 DI 2002 1,613              45,154                       6,538       44,095                  
THE MEADOWS OF THE GOOD RANCH 6 DI 1997 385                 8,078                         5,826       7,030                    
THE MEADOWS OF THE GOOD RANCH 6 DI 1999 178                 3,747                         6,059       3,391                    
THE MEADOWS OF THE GOOD RANCH 6 DI 2002 428                 8,978                         6,538       8,768                    
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GASB34 WATER SYSTEM SUMMARY
RAYMORE, MISSOURI

Subdivision Diameter (in) Material Year Installed Linear Feet Present Worth ($) ENR Adj. Value ($)
THE MEADOWS OF THE GOOD RANCH 8 DI 1997 690                 19,316                       5,826       16,809                  
THE MEADOWS OF THE GOOD RANCH 8 DI 1999 746                 20,890                       6,059       18,906                  
THE MEADOWS OF THE GOOD RANCH 8 DI 2002 340                 9,512                         6,538       9,289                    
TIMBER TRAILS 6 UNK 2000 15                   308                            6,221       286                       
TIMBER TRAILS 8 PVC 2000 3,350              93,797                       6,221       87,156                  
TOWN CENTER 4 PVC 1992 351                 4,919                         4,985       3,663                    
TOWN CENTER 6 DI 2003 15                   320                            6,695       320                       
TOWN CENTER 6 PVC 1990 2,223              46,680                       4,732       32,993                  
TOWN CENTER 6 PVC 1992 3,604              75,678                       4,985       56,349                  
TOWN CENTER 8 OTHER 2003 2,724              76,286                       6,695       76,286                  
WALNUT HEIGHTS COMMERCIAL PARK 4 CIP 1992 149                 2,083                         4,985       1,551                    
WALNUT HEIGHTS COMMERCIAL PARK 4 PVC 1992 412                 5,766                         4,985       4,293                    
WALNUT HEIGHTS COMMERCIAL PARK 6 DI 1992 55                   1,146                         4,985       854                       
WALNUT HEIGHTS COMMERCIAL PARK 6 PVC 1992 15                   308                            4,985       230                       
WEDGEWOOD PLACE 6 UNK 1985 1,395              29,300                       4,195       18,359                  
WILLOW HILLS 4 PVC 1985 4,134              57,877                       4,195       36,265                  
WILLOW HILLS 6 PVC 1985 1,912              40,160                       4,195       25,164                  
WILLOW HILLS 6 UNK 1985 1,040              21,848                       4,195       13,689                  
WILLOWIND SQUARE 6 PVC 1998 497                 10,437                       5,920       9,229                    
WILLOWIND SQUARE 8 DI 2002 85                   2,372                         6,538       2,317                    
WILLOWIND SQUARE 12 PVC 1998 519                 21,812                       5,920       19,287                  
WILLOWIND SQUARE 12 UNK 1998 29                   1,239                         5,920       1,095                    
WOOD CREEK OF THE GOOD RANCH 4 DI 1996 823                 11,516                       5,620       9,667                    
WOOD CREEK OF THE GOOD RANCH 6 DI 1996 546                 11,460                       5,620       9,620                    
WOOD CREEK OF THE GOOD RANCH 6 DI 1997 801                 16,824                       5,826       14,640                  
WOOD CREEK OF THE GOOD RANCH 6 DI 1998 1,791              37,601                       5,920       33,248                  
WOOD CREEK OF THE GOOD RANCH 6 DI 2001 1,325              27,823                       6,343       26,360                  
WOOD CREEK OF THE GOOD RANCH 8 DI 1996 1,259              35,262                       5,620       29,600                  
WOOD CREEK OF THE GOOD RANCH 8 DI 1997 1,870              52,362                       5,826       45,565                  
WOOD CREEK OF THE GOOD RANCH 8 DI 2001 1,517             42,469                     6,343     40,236                

Totals 471,475         11,685,029              9,317,011           
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Table A1

Tank Opinion of Probable Cost

Total
Item Cost

1.0 MG Tank - 140 feet Tall:
  Standard Tank 1,200,000   
  Foundation 180,000      
  Piping/Altitude Valve 20,000        
  Site Work/Access Road/Fence/Security 100,000      
  Grounding/Controls/Lighting 20,000        

     Subtotal 1,520,000    
Contingency @ 25% 380,000       

     Subtotal 1,520,000    
Other Costs @ 15% 230,000       

Project Cost (1.0 MG Tank) 1,750,000    

1.5 MG Tank - 140 feet Tall:
  Standard Tank 1,600,000   
  Foundation 240,000      
  Piping/Altitude Valve 20,000        
  Site Work/Access Road/Fence/Security 100,000      
  Grounding/Controls/Lighting 20,000        

     Subtotal 1,980,000    
Contingency @ 25% 500,000       

     Subtotal 1,980,000    
Other Costs @ 15% 300,000       

Project Cost (1.5 MG Tank) 2,280,000    

2.0 MG Tank - 140 feet Tall:
  Standard Tank 2,000,000   
  Foundation 300,000      
  Piping/Altitude Valve 20,000        
  Site Work/Access Road/Fence/Security 100,000      
  Grounding/Controls/Lighting 20,000        

     Subtotal 2,440,000    
Contingency @ 25% 610,000       
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Table A1

Tank Opinion of Probable Cost

Total
Item Cost

     Subtotal 2,440,000    
Other Costs @ 15% 370,000       

Project Cost (2.0 MG Tank) 2,810,000    

2.5 MG Tank - 140 feet Tall:
  Standard Tank 2,400,000   
  Foundation 360,000      
  Piping/Altitude Valve 20,000        
  Site Work/Access Road/Fence/Security 100,000      
  Grounding/Controls/Lighting 20,000        

     Subtotal 2,900,000      
Contingency @ 25% 730,000         

     Subtotal 2,900,000      
Other Costs @ 15% 440,000         

Project Cost (2.5 MG Tank) 3,340,000      
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Table A2

Tank Opinion of Probable Cost Comparison

Raymore
Item Cost Portion

Two Tanks (2.0 MG Capacity):

1.0 MG of 1.5 MG Capacity 2,280,000      1,530,000      

1.0 MG 1,750,000      1,750,000      

Total 3,280,000    

One Tank:

2.0 MG 2,810,000    

Savings 470,000       
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